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Laburpena 

Doktorego – Tesi hau eraikinen birgaikuntza energetikoaren ebaluazioan datza, 

prozedura honek barne hartzen dituen atal ezberdinak, datu – eskuratzea eta 

monitorizazioa, datuen tratamendua (eraikinen ereduak erabiliz) eta lortutako emaitzen 

analisiak esaterako.  

 Tesi honen interesa gaur egungo egoera energetikotik sortu zen. Gaur egun, eraikinetan 

erabiltzen den energia kontsumoa Europar Batasuneko energia kontsumo osoko %40 

baino gehiago da. Gainera, kontsumo hau azken urteetan zergati ezberdinen ondorioz 

goratu da, biztanleriaren etengabeko ugalketa edo barne erosotasunari lotutako 

estandar altuagoen eskaria esaterako. Beraz, energia iturrien beharra murriztea 

funtsezko faktore bat da. Horregatik, eraikinen eraginkortasun energetikoa Europar 

Batasunaren lehentasunezko helburu bat bihurtu da, eta ingurune eta energia egoera 

honek eraikinen portaera energetikoaren hobekuntzaren beharra ekarri du. Europar 

Batasuneko eraikin parkearen adina kontuan hartuz, eta batik bat, Espainiakoarena, eta 

garai batean eskatutako betebehar termiko baxuak, energia kontsumoa murrizteko, 

existitzen den eraikin parkean arreta jarri behar dela adierazi daiteke. 

Egoera energetiko hau karbono dioxidoaren isuriei oso lotuta dago. Munduko 

ekonomiaren deskarbonizazio ugari bat beharrezkoa da, bizi estandarrak hobetzen 

diren bitartean. Hala eta guztiz, eraikinen portaera energetikoa aztertzean beste alderdi 

batzuk kontuan hartu behar dira. Premia ekonomikoek ingurumen kontzientziazioa 

deuseztatzen duteneko lekuetan edo biztanleriaren sektoreetan, eta klima aldaketari 

buruzko ardurak nahikoa ez diren lekuetan, eraikinen birgaikuntza energetikoa, 

pobrezia energetikoa leuntzeko estrategia oso erabilgarria izan liteke. Birgaikuntza 

energetikoaren onurak, karbono dioxidoaren isurien murrizketan eta energia aurrezteaz 

gain, alderdi ekonomikoan eta sozialean ere ikus genitzake, pobrezia energetikoaren 

izan dezakeen eragina kasu. 

Hortaz, birgaitze energetiko ezberdinen eragina zehaztasunez neurtzeko metodologiak 

gero eta beharrezkoagoak dira, eraikinen birgaikuntza energetikoan barne izandako 

eragileek erabiltzeko. 
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Beraz, birgaitzeko estrategien eraginak aztertzeko metodologiak gero eta arrakasta 

handiagoa dute eraikinen birgaitzean lan egiten duten eragileen artean (legegileak, 

ingeniariak, arkitektoak). Legegileek, legeak eskatzen duten betebehar minimoak 

betetzen diren egiaztatzeko batetik, eta bestetik birgaitze bati emandako laguntzak 

egoki inbertitu diren aztertzeko erabiltzen dituzte estrategia hauek. Ingeniariek eta 

arkitektoek, birgaitzeko jokaerarik egokienak identifikatzeko erabiltzen dituzte berriz, 

eraikin bakoitzarentzat eta zona klimatiko bakoitzean. 

Hortaz, doktorego tesi honen garapenak eraikinen birgaitze energetikoen analisia 

egiteko urratsak  aurre ematen ditu. Euskadiko eraikinen parkearen analisi batekin 

hasten da. Geroago, datuak lortzeko bi metodologia posible aurkezten dira: batetik, etxe 

huts batean monitorizazioa, eraikin edo etxebizitzaren eraikuntza elementuen portaera 

termikoa definitzeko erabiliko den datuak lortzeko; bestetik, hamar etxebizitzak 

ezberdinen urte bateko monitorizazioa, etxebizitza sozialaren biztanleen energiari 

lotutako erabilera profilen informazioa lortzeko erabiliko dira. Bi landa azterketetan 

lortutako datuak bi eredu mota garatzeko erabiliko dira geroago. Azkenik, aipatutako 

ereduekin lortutako emaitzen azterketa zehazki erakusten da.  

Aipatutako lanaren garapena erakusteko, tesi hau lau zatitan banatu da. Lehenak, 

sarrerak, lehen eta bigarren kapituluak barne hartzen ditu. Kapitulu hauetan, tesi 

honetan zehar aipatutako aspektuei buruzko literatura azterketa bat aurkezten da, eta 

helburuak eta jarraitutako metodologia deskribatzen dira.  

Tesi honen bigarren atalean, egindako atal esperimentala erakusten da. Lehenik eta 

behin, hamar etxebizitza sozialaren landa azterketa bat aurkezten da hirugarren 

kapituluan. Etxebizitza hauen hautaketa egiteko, XX. mendeko etxebizitza parkearen 

adierazgarritasunaren irizpideak jarraitzen dira. Landa azterketa honek etxebizitza 

sozialen parkearen portaera termikoa ezagutzeko erabilgarri diren datu ugari ematen 

ditu. Etxebizitza bakoitzean barne tenperaturak eta hezetasun erlatiboa hamar 

minuturo neurtu dira urte batean zehar. Horrela, barne erosotasun termikoari buruzko 

informazioa lortu ez ezik, etxebizitza bakoitzean dauden erabilera profilei eta biztanleen 

portaerari buruzko informazioa ere lortu egin da. Energia fakturen bidez, energia 

kontsumoari buruzko informazioa biltzen da. Gainera, biztanleek galdeketak bete 

dituzte, beste iturrietatik lortutako informazioa osatzearren. Landa azterketa honek 
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etxebizitza sozialaren portaera energetikoari buruzko ikuspegi orokorra ematen du. 

Bestalde, etxebizitza sozialaren erabilera profilak definitzeko erreferentzia 

garrantzitsua izango da geroago. 

Era berean, laugarren kapituluak etxebizitza adierazgarri baten monitorizazioaren 

deskripzioan arreta jartzen du. Etxebizitza hau lehen kapituluan aurkeztutako 

sailkapena jarraituz hautatzen da. Bi egoera monitorizatzen dira: Lehena, 2012. urteko 

neguan garatuta, eta bigarrena urte bat geroago, 2013. urteko neguan eginda, leiho 

aldaketa bat egin ondoren. Etxebizitzan, hirurogei sentsore inguru jartzen dira, estazio 

klimatiko txiki bat bezalaxe. Monitorizazio honen bidez, etxebizitzaren eraikuntza 

elementuen portaera termikoak definitzeko behar diren datuak lortzen dira. 

Geroago, atal esperimentalean lortutako datuen tratamendua garatzen da bi simulazio 

ereduren bidez. Aipatutako ereduen garapenak hirugarren atal honetan erakusten dira. 

Bi kapitulu barne hartzen ditu: bosgarren kapitulua (kutxa zuriaren eredua, TRNSYS) 

eta seigarren kapitulua (kutxa grisaren eredua). Laugarren kapituluan erakutsitako 

monitorizazioan lortutako datuak erabiltzen dira RC eredua (kutxa grisarena) 

definitzeko batetik, eta eredu biak baliozkotzeko eta egokitzeko bestetik. Bitartean, 

hirugarren kapituluan erakutsitako monitorizazioan lortutako datuak (hamar 

etxebizitzaren monitorizazioan) etxebizitza sozialaren erabilera profil adierazgarriak 

definitzeko erabiltzen dira. 

Azkenik, tesi honen azken atalak simulazioen diseinuan eta aipatutako simulazioen 

bidez lortutako emaitzen ebaluazioan arreta jartzen du. Bi kapitulu ezberdinetan 

erakusten da. Inguratzailearen hobekuntzarako neurrien bidez lortutako energia 

aurrezteak, zazpigarren kapituluan erakusten eta aztertzen dira, alderdi energetikoak, 

ekonomikoak eta ingurumenari eta barne erosotasunari lotutakoak kontuan hartuz. 

Eraikinaren inguratzaile termikoa hobetzeko, hirurogeita lau energia aurrezteko 

neurriren emaitzak erakusten dira. Aztertutakoen artean, konbinazio bat hautatzen da, 

eta berokuntza kontrolerako estrategia ezberdinek energia kontsumoan eta barne 

erosotasunean duten  eragina ebaluatzen da. 

Bitartean, zortzigarren kapituluan, ikuspegi exergetikoak duen erabilgarritasuna 

aztertzen da. Kapitulu honek eraikinetan erabilitako ikuspegi exergetikoari buruzko 
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literatura aztertze motz bat barne hartzen du. TU Delf-eko Arkitektura Fakultatean 

(Herbeheretan), 2012. urteko bigarren hiruhilekoan Sabine Jansen-ekin garatutako bi 

artikulu erakusten dira jarraian. Artikulu hauek, eraikinen birgaitze energetikoen 

analisian ikuspegi exergetikoaren aukerak aztertzen dituzte, tesi honetan garatutako 

etxebizitza erreferentea oinarrizko kasu hartuz.  

Doktorego tesi honetan aurkeztutako ikerketa kontuan hartuz, alderdi ezberdinak 

azpimarratu litezke. Eraikinen birgaitze energetikoak potentzial handia dauka 

eraikuntza sektoreari lotutako karbono dioxidoaren isuriak murrizteko, baina honez 

gain, eskala ezberdinean onura sozial eta ekonomikoen sortzaile ere badela esan liteke. 

RC eta TRNSYS ereduak eraikinen energia kontsumoa aztertzeko erabilgarriak eta 

tresna egokiak izan daitezke. Azkenik, eraikin parkea aztertzean, ikuspegi holistiko bat 

erabiltzearen garrantzia frogatzen da tesi honetan, beste hainbat aspekturen rolak 

bezalaxe, hala nola, biztanleen portaerarena. Erabilera profilenak (tesi honetan 

erakutsitako simulazioek %50 inguruko diferentziak erakusten dute hartutako erabilera 

profilen arabera) eta berokuntza kontrolerako estrategiarena energia kontsumoan 

jokatzen duena.  

Bi ildo identifikatzen dira etorkizunean garatzeko. RC ereduaren hobekuntza 

jorratzearen beharra, eta geroago, RC eredu honen eta TRNSYS ereduen arteko 

interakzioa. Bi ildo hauen Eraikuntzarako Sistema Termikoen Instalazio 

Esperimentalaren artekoa ere aztertu behar da.  

Gainera, doktorego – tesi honetan egokitutako TRNSYS ereduaz gain, lehen lortutako 

emaitzak ere erabili behar dira eraikinen birgaitze energetikoari buruzko eskuliburu bat 

egiteko, eraikuntza sektorearen eragile ezberdinentzat erabilgarria izan dadin. 

Eskuliburu hau, Eusko Jaurlaritzako Eraikuntza Kalitatearen Kontrolerako 

Laborategiaren laguntzarekin garatua izango da, birgaitze energetikorako estrategia 

ezberdinen emaitza ekonomiko, energetiko eta ingurumenari loturikoak jorratzea 

helburu izanik, eraikin ezberdinetan, area klimatiko ezberdinetan, simulazio 

dinamikoan eta datu esperimentaletan oinarrituta. 
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Resumen 

La presente tesis doctoral trata la evaluación de la rehabilitación energética en edificios, 

abordando las diferentes partes involucradas en el proceso: la monitorización y 

adquisición de datos, el tratamiento de los datos (mediante modelos) y el análisis de los 

resultados obtenidos.  

El interés de la tesis nace de la actual situación energética en la que más del 40 % del 

consumo energético total de la Unión Europea corresponde al sector de la construcción. 

Además, el consumo energético en la edificación se ha mantenido en constante 

crecimiento en los últimos años debido al crecimiento de la población y al aumento de la 

demanda de un ambiente interior saludable y confortable, y un aumento en esos 

estándares de confort. Así, la reducción de la dependencia de fuentes energéticas es un 

aspecto crucial en el desarrollo hacia un futuro energético sostenible. Por esta razón, la 

eficiencia energética en edificios es un objetivo prioritario para la Unión Europea, y esta 

situación energética y medioambiental exige la mejora del comportamiento energético 

del parque edificatorio. Observando la antigüedad del parque inmobiliario en la Unión 

Europea, y concretamente en España, y las bajas exigencias existentes en el pasado en lo 

referente al comportamiento térmico en edificios, se puede afirmar que para reducir el 

consumo energético asociado a la edificación, el principal esfuerzo debe ser dirigido en 

la mejora del parque existente. 

Esta situación energética está íntimamente relacionada con las emisiones globales de 

dióxido de carbono. Es necesario alcanzar una reducción drástica de las emisiones al 

mismo tiempo que mejoran los estándares de vida de la población global. Sin embargo, 

el estudio del comportamiento energético en la edificación ha de tener en cuenta otros 

aspectos. En determinadas áreas y sectores de población, las prioridades económicas 

inmediatas se anteponen a las preocupaciones ambientales, y la lucha contra el cambio 

climático por sí solo no es suficiente motivación. En estos casos, debe tenerse en cuenta 

que la mejora de la eficiencia energética en edificios es también el camino para reducir 

la llamada pobreza energética. Esto es, la rehabilitación energética de los edificios, 

además de las implicaciones y beneficios en la reducción de emisiones de dióxido de 

carbono y ahorro energético, también afecta positivamente a aspectos sociales y 
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económicos, muy relacionadas entre sí, tales como la reducción y la lucha contra la 

mencionada pobreza energética.  

Así, las metodologías para evaluar de un modo exacto el efecto de diferentes estrategias 

de rehabilitación posibles son cada vez más demandadas por los distintos agentes que 

participan en las distintas fases del sector de la rehabilitación de edificios -legisladores, 

ingenieros o arquitectos-. Para los primeros, (los legisladores), de cara a comprobar por 

una parte si una rehabilitación dada cumple los requisitos mínimos exigidos por la ley; y 

por otra parte, si un incentivo dado a una actuación concreta se ha invertido de manera 

efectiva o no. A ingenieros y arquitectos, quienes participan en la ejecución de la 

rehabilitación, de cara a identificar entre todas las posibles, las actuaciones más 

adecuadas para un edificio concreto en una zona climática específica.  

De esta forma, el desarrollo de esta tesis afronta los pasos necesarios en todo análisis de 

eficiencia energética en edificios. Comienza con el análisis del parque inmobiliario 

existente en el País Vasco. Después, se presentan dos metodologías posibles de 

adquisición de datos, destinadas a obtener resultados de distinta naturaleza: por una 

parte, la monitorización de una vivienda vacía, para obtener datos que serán utilizados 

posteriormente especialmente para definir el comportamiento térmico de los elementos 

constructivos del edificio o vivienda, y del edificio o vivienda en su globalidad; por otra 

parte, una toma de datos realizada en varias viviendas a lo largo de más de un año que 

en esta tesis se utilizará posteriormente para obtener información de los 

comportamientos y perfiles de los ocupantes en el aspecto energético. Los datos 

obtenidos de ambos estudios se utilizan posteriormente para definir dos tipos de 

modelos. Finalmente, se presenta de forma detallada la evaluación de resultados 

obtenidos con esos modelos. 

Para presentar el desarrollo de dicho trabajo, esta tesis se ha dividido en 4 bloques 

diferenciados. La primera, la introducción, incluye los Capítulos 1 y 2, donde se presenta 

una revisión bibliográfica de los diferentes aspectos tratados a lo largo de la tesis, y se 

describen los objetivos y la metodología seguida.  

El segundo bloque de la tesis describe y detalla la parte experimental llevada a cabo. En 

primer lugar, en el Capítulo 3 se recoge un estudio de campo de 10 viviendas sociales. 
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Estas viviendas se seleccionan en base a criterios de representatividad de los diferentes 

tipos de edificación construidas a lo largo del siglo XX en la región. Este estudio 

proporciona una gran cantidad de datos de gran utilidad para conocer el 

comportamiento térmico del parque inmobiliario social. Se monitorizan temperaturas y 

humedad relativa en el interior de cada vivienda durante un año, con una frecuencia de 

10 minutos. Con ello, se ha obtenido información no sólo de confort interior, sino 

también de las condiciones de operación de cada vivienda y del comportamiento de los 

usuarios. También se recoge la información de consumos energéticos, utilizando para 

ello las facturas energéticas (tanto de electricidad, como de gas natural, en su caso). 

Además, los ocupantes de cada vivienda rellenaron un cuestionario sobre distintos 

aspectos tales como perfiles de uso y ocupación o concienciación energética entre otras, 

complementando la información recogida por el resto de fuentes mencionadas.  Este 

estudio ofrece así una panorámica del comportamiento real energético de viviendas 

sociales, así como una importante referencia para posteriormente definir unas 

condiciones de operación y perfiles de ocupación representativos de la vivienda social.  

El Capítulo 4 se centra en la descripción de una monitorización en detalle de una 

vivienda representativa. Ésta se selecciona teniendo en cuenta la clasificación realizada 

previamente en el Capítulo 1. La monitorización cubre dos escenarios: el primero, en el 

invierno de 2012, y el segundo, en el invierno de 2013, después de una sustitución de 

ventanas realizada con objeto de obtener una mejora del comportamiento térmico. Se 

sitúan en torno a 60 sensores de temperatura dentro de la vivienda vacía que toman 

datos con una cadencia de 1 minuto. Se obtienen así datos suficientes para caracterizar 

en detalle el comportamiento térmico tanto de los distintos elementos constructivos 

(ventanas, fachadas, particiones...) como del conjunto de la vivienda. 

El tercer bloque de la tesis aborda el desarrollo y definición de dos modelos de 

simulación, utilizando para ellos los datos experimentales obtenidos previamente, en el 

bloque anterior. El Capítulo 5 presenta la definición y calibrado de un modelo de la 

vivienda de "caja blanca", con TRNSYS. El Capítulo 6 define y calibra un modelo de caja 

gris. Los datos obtenidos en la monitorización en detalle de la vivienda, se utilizan para 

definir el modelo RC (de caja gris), así como para validar y calibrar tanto el modelo RC 

como el de TRNSYS. Además, la información obtenida de la monitorización de 10 
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viviendas se utiliza para posteriormente definir perfiles de ocupación y de operación 

representativas de la vivienda social que serán incluidos en los modelos desarrollados.  

Finalmente, el último bloque de la tesis incluye los capítulos 7 y 8. Se ha centrado en el 

diseño de la simulación y la evaluación de los resultados obtenidos con dichas 

simulaciones. En el Capítulo 7, se presentan y evalúan los ahorros energéticos obtenidos 

tanto mediante posibles mejoras en la envolvente como de los sistemas de calefacción. 

Para esta evaluación se ha tenido en cuenta criterios económicos, energéticos, 

medioambientales y de confort. El estudio se ha realizado a escala de vivienda. Las 

simulaciones muestran primeramente los resultados de 64 posibles combinaciones de 

medidas de ahorro energético a llevar a cabo sobre la envolvente del edificio. Después 

de seleccionar una de las combinaciones evaluadas, se presenta el impacto de diferentes 

estrategias de control de calefacción en el consumo final de energía y confort interior.  

En el Capítulo 8 se presenta y evalúa la utilidad del enfoque exegético, donde se expone 

una breve revisión bibliográfica de la aplicación de este concepto aplicado a la 

edificación. Se acompaña de dos artículos desarrollados por el autor en la Escuela de 

Arquitectura de la Universidad Tecnológica de Delft (TU Delft). Estos artículos exploran 

las posibilidades de este enfoque el análisis de rehabilitaciones energéticas a escala de 

edificio, usando como caso base e estudio el edificio de referencia de esta tesis.  

Como conclusiones del trabajo desarrollado a lo largo de esta tesis, se puede destacar 

diversos aspectos. Las rehabilitaciones energéticas en edificios presentan un gran 

potencial para reducir de forma significativa las emisiones de dióxido de carbono 

asociadas al sector de la edificación. Estas rehabilitaciones energéticas presentan 

también importantes beneficios económicos y sociales en distintas escalas. Los modelos 

RC y TRNSYS pueden ser una herramienta útil y adecuada para evaluar el consumo 

energético en edificios. Finalmente, se remarca la importancia de considerar un enfoque 

global en la evaluación del consumo energético del parque de edificios, así como el papel 

que aspectos tales como el comportamiento humano, condiciones de operación 

(simulaciones presentadas en esta tesis muestran diferencias de alrededor de 50% en el 

consumo energético dependiendo de las condiciones de operación consideradas) o las 

estrategias de control juegan en el consumo energético global del edificio o vivienda. 
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Por último, se identifican las líneas de trabajo a desarrollar en el futuro cercano. Se debe 

desarrollar la mejora y ajuste del modelo RC, para posteriormente, trabajar en la 

interacción del modelo RC con el modelo de TRNSYS, y de ambos con la Planta 

Experimental de Instalaciones Térmicas en Edificios (ubicada en el Laboratorio para el 

Control de Calidad en la Edificación, del Gobierno Vasco). De esta forma, la línea de 

trabajo seguida en el grupo de investigación se iniciaría en el estudio de campo de un 

edificio dado, cuyos datos obtenidos se utilizaran para definir su modelo RC mediante el 

cálculo de los parámetros característicos. El modelo RC definido se utiliza para calcular 

demandas de calor, las cuales alimentan al modelo de TRNSYS, que a su vez está 

conectado con la Planta Experimental de Instalaciones Térmicas en Edificios. Así se 

pueden evaluar en el laboratorio diferentes sistemas energéticos mediante ensayos 

semi-virtuales teniendo como referencia demandas definidas en condiciones reales. 

Además, el modelo de TRNSYS calibrado en esta tesis, así como los primeros resultados 

obtenidos de él, y presentados en el bloque 4, son la base para el desarrollo de una guía 

de rehabilitación energética de edificios, dirigida a los distintos agentes del sector de la 

construcción. Esta guía, que puede ser desarrollada en colaboración con el Laboratorio 

para el Control de Calidad en la Edificación del Gobierno Vasco, presentará resultados 

económicos, energéticos y medioambientales de distintas estrategias de rehabilitación 

aplicadas en los diferentes tipos de edificios existentes, en diferentes áreas climáticas. 

Estos resultados estarán basados en simulaciones dinámicas a su vez definidos y 

alimentados de datos experimentales.  
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Abstract 

This PhD thesis deals with the evaluation of energy renovations in buildings, facing the 

different parts involved in that process, such as data acquisition and monitoring, data 

treatment (by means of building models) and analysis of obtained results.  

The interest of the thesis was awoken by the current energy situation where the 

construction sector is responsible of over 40 % of the total energy consumption in the 

European Union. Besides, building energy consumption has kept rising in the recent 

years due to several factors, such as a growth in population, an increasing demand for 

healthy comfortable indoor environment and for higher comfort standards. Hence, 

reducing the need for energy sources is a key factor in the development towards a 

sustainable energy future. For that reason, energy efficiency in buildings is a priority 

goal for the European Union, and this energy and environmental situation requires 

improving the energy performance of buildings. Taking into account the age of the 

building stock in the European Union, and specially in Spain, and the low thermal 

requirements existed in the past, it can be stated that in order to reduce the energy 

consumption, the main effort must be focused on the challenges of improving the 

existing stock. 

This energy situation is closely related to global CO2 carbon emissions. A massive 

decarbonisation of the world economy needs to be achieved while improving the life 

standards of the global population. However, other aspects must be taken into account 

when energy issue is treated in buildings. In those areas or population sectors where 

immediate economic priorities override environmental concerns and climate change 

alone is often not sufficient, improving energy performance in buildings is also a way 

driven to alleviate the so called fuel poverty. Implications and benefits of energy 

renovations thus have consequences not only in the reduction of CO2 emissions and 

energy savings but also in financial and social aspects, closely connected amongst them, 

such as the reduction of mentioned fuel poverty.  

Thus, methodologies for evaluating in an accurate way the effect of different energy 

renovations are needed more and more by the different agents involved on building 

retrofits. For policy makers it is useful, on the one hand, to check whether a given energy 
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renovation fulfils the conditions required by law; on the other hand, to check whether a 

given incentive has been invested in a suitable way or not. As for architects and 

engineers, to identify the most adequate energy renovations for a specific building and 

climatic area. 

Thus, the development of this thesis faces the different steps given in every analysis on 

building energy performance. It is started with the analysis of the building stock in this 

region. Afterwards, two kind of data acquisition are presented: in an empty dwelling, for 

obtaining data mainly from the passive characteristics of the building; and in several 

occupied dwellings, more led to obtain data about occupants’ behaviour and profiles.  

Obtained data from both studies are used afterwards to define two different building 

models. Finally, possibilities of evaluation of results obtained from mentioned building 

models are described.  

For presenting the development of mentioned work, this PhD thesis is divided into 4 

different parts. The first one, which is the introduction, encompasses Chapter 1 and 

Chapter 2, where the state of art of the different aspects treated in this thesis are 

presented, and objectives and methodology are described, respectively. 

The second part exhibits the experimental research carried out in this thesis. Firstly, a 

field study of 10 social dwellings is reported in Chapter 3.  Ten dwellings are selected to 

be representative of the different types of buildings built during the 20th century. This 

study provides a huge amount of data about the current situation of the social building 

stock. Indoor temperature and relative humidity is logged in each dwelling during a 

year, obtaining information not only about indoor comfort, but also about operating 

conditions of each dwelling and occupants' behaviour. Energy consumption information 

is gathered, by means of energy bills. Additionally, questionnaires are filled in by the 

occupants, complementing the information obtained by other sources. This study 

provides an overview of the real energy performance of the social apartments, as well as 

an important reference for defining later a representative operating condition profiles 

on social building sector.  

Analogously, Chapter 4 is focused on the description of a detailed monitoring of a 

representative dwelling, selected according to the previously carried out classification. 

This monitoring covers two scenarios: The first one, carried out in winter 2012, and a 
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second one, carried out in winter 2013, after a thermal improving by means of a 

windows replacement is executed. Around 60 temperature sensors are placed within the 

vacant dwelling, obtaining data for characterizing in detail the thermal performance of 

the constructive elements of the dwelling.  

Afterwards, the treatment of the data obtained from this experimental part is carried 

out mainly using two kinds of simulation models. The development of mentioned 

models is dealt with in the third part. It embraces Chapter 5 (the white box model, 

TRNSYS) and Chapter 6 (grey box model). Data obtaining in the second monitoring (the 

detailed monitoring of the selected dwelling) are used for defining the RC Model, and 

validating and calibrating both the RC Model and TRNSYS model. Meanwhile, 

information obtained from the monitoring of the ten social apartments is used to define 

occupation and operating profiles representative of social building apartments. 

Finally, the last part of this thesis has focused on the simulation design and evaluation 

of results obtained from the above mentioned simulations. It is explained in two 

different chapters. Energy savings obtained as a result of improvements both on 

building envelope and heating systems, is presented and evaluated in Chapter 7, under 

economic, energy, environmental and comfort criteria. This study is carried out on a 

dwelling scale. The simulations show firstly the results of 64 possible combinations of 

energy savings measurements on the building envelope. After choosing one of the 

evaluated combinations, the impact of the different heating control strategies on the 

final energy consumption and indoor comfort are presented.   

Meanwhile, the exergy approach usefulness is evaluated in Chapter 8, where a brief 

literature review about this concept in buildings applications is presented, followed by 

two papers developed in the Faculty of Architecture of TU Delft. These papers explore 

the possibilities of this approach on the analysis of energy renovations on an entire 

building scale, using as base case the reference building of this PhD Thesis. 

Taking into account the work presented in this PhD Thesis, different aspects can be 

highlighted. The energy renovations in buildings present a great potential for reducing 

(in an important manner) the CO2 emissions of the construction sector, but also present 

significant social and economic benefits in the different scales. RC models and TRNSYS 

models can be a very useful and suitable tool in order to evaluate energy consumption in 
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buildings. Finally, the importance of considering a holistic approach when energy 

consumption the of building stock is evaluated, has also been remarked in this thesis, 

and the role that aspects such as human behaviour, operating conditions (simulations in 

this thesis present differences of around 50% on energy consumption depending on the 

assumed operating conditions) and control strategies play in the global energy 

consumption is proved.  

In the close future, two different lines are identified to develop. The improvement and 

adjustment of the RC model must be developed, and later, the interaction of the RC 

model with the TRNSYS model, and both of them with the Energy System Plant 

(experimental plant for testing different building energy systems) must be explored. 

This way, a workflow starts on the field study of a given building which is used for 

defining the RC Model. Defined RC model calculates the energy demands, and that 

energy demands feeds the TRNSYS model, which is connected to the Energy Systems 

Plant. Thus, different energy systems are tested in laboratory under real conditions of 

energy demands. 

Moreover, the TRNSYS model calibrated in this PhD Thesis, as well as the first results 

obtained from it in the last part of this PhD Thesis must be the base to develop a  

building energy renovations handbook, useful for the different agents of the 

construction sector. This handbook, which can be developed with the support of the 

Laboratory for Quality Control in Buildings of the Basque Government (LCCE) will 

present economic, energy and environmental results of different energy renovation 

strategies, on different kind of existing buildings, in different climatic area, based on 

dynamic simulations and experimental data. 
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“The only ecological architecture is the one that is not built” 

Frei Otto 

 

 

 

"The idea that low energetic consumption buildings are respectful with the 

environment and that, through the construction of more buildings of this 

type, we will fulfill the promises done in the Rio de Janeiro Summit in order 

to reduce the emission of CO2 for 2005 to a 25 per cent of the existing ones 

in 1990, is, naturally, a stupidity. A new building never saves energy, but it 

generates new energetic needs, and the qualification of new land to 

urbanize is basically anti ecological."   

Gunther Moewes  
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1Bere webgunean aurkezten duten bezala (https://www.bilbao.net/viviendas/), Udal Etxebizitzak 
erakundea baliabide eraginkorra da Bilboko Udalak etxebizitza babestuak sustatzeko politika aurrera 
eraman dezan. Helburua da beharrizana duten bilbotar guztiei etxebizitza baldintza duinetan eskaintzea 
eta, ahal dela, alokairuan. Bilboko Udal Etxebizitzak erakundeak kudeatu eta zaintzen duen higiezinen 
parkea 3.994 etxebizitzak osatzen dute. 
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Abstract 

A field study of 10 social housing dwellings in the north of Spain is presented in this paper. Knowing the 

building stock is the first step to set up priorities in a global strategy to improve the energy efficiency of the 

existing building stock. Moreover, improving the energy efficiency of buildings is one of the most effective 

ways to tackle fuel poverty, which is increasing in Spain in the last years, being social housing one of the 

most vulnerable sectors of being at risk of fuel poverty.  

The aim of this research is to describe a methodology for analysing the thermal performance of buildings 

under a holistic approach. An overview of the thermal performance of the social housing stock in a city with 

mild climate in Spain is presented. Social housing stock in Bilbao is classified by means of selecting 10 

representative dwellings. A field study was performed during 10 months. Results of heating consumption as 

well as indoor conditions are presented. Results show that energy consumption in winter is not as high as 

expected, due to the low indoor temperatures. Amongst other factors, the influence of the occupants plays 

an important role in the final thermal performance of dwellings.  

Keywords: Thermal performance, holistic approach, energy renovation, social housing, fuel poverty  
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1 Introduction 

Currently the energy consumption of the construction sector is estimated to be over 40% of the total energy 

consumption in the European Union. Thus, the energy and environmental situation requires improving the 

energy performance of buildings. The National Statistics Institute (year 2001) data shows that about 67% of 

the Spanish dwelling stock was built before 1980, just when the first Spanish thermal regulation (NBE-CT 

79) became effective. There is a similar situation in the case of the Basque Country (a region located in 

Northern Spain) where more than 75% of the dwelling stock was constructed before 1980 [1]. Therefore, to 

reduce the energy consumption, the main effort must be focused on the challenges of the existing stock. 

The implications and benefits of energy renovations have consequences not only in the reduction of CO2 

emissions and energy savings, but also in financial and social aspects. One of them is the so called fuel 

poverty, which is mainly a consequence of a combination of three causes: poor energy efficiency of housing, 

high energy prices and low household incomes. [2]. Poor energy efficiency can be responsible of low winter 

indoor temperatures and in some countries it is an important factor contributing to cold related morbidity 

and mortality as well [3]. Some other studies about energy efficiency, fuel poverty and the suitability of 

energy renovations have been carried out, such as in [4][5][6]. This problem is increasing in the last years in 

Spain, as shown in [7]. Thus, improving the energy efficiency of the existing stock is one of the main 

strategies, not only for reducing CO2 emissions, but also for delivering affordable warmth to the fuel poor 

households. Both, energy savings and improvement on the indoor comfort, have to be taken into account 

during energy renovations projects. 

Regarding occupants influence on the energy consumption in buildings, Annex 53 states that human 

behaviour could have a great impact, even greater than building characteristics or other factors. Several 

studies have pointed out large differences in energy consumption for similar buildings [8,9] thereby 

suggesting to the occupant’s behaviour a strong influence. In [10] relationships between behavioural 

patterns, user profiles and energy use are thoroughly analysed. Related to this approach, rebound effect 

[11] is another factor to be considered when effectiveness of energy renovations is evaluated, as shown in 

several studies such as in [12][13][14][15][16][17].  

 Because of all the above reasons, energy efficiency improvements in buildings, and especially in social 

housing sector, have become a priority goal for the European Union. Due to its characteristics (such as 

households with low incomes and construction features of the buildings), this sector is one of the most 
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vulnerable to fuel poverty. This way, quantifying the potential energy savings in the Social housing stock 

must become a priority. Characterizing the social building stock is the first step to be taken, followed by the 

thermal behaviour analysis of this building stock. Moreover, many energy models have been developed in 

the last years to predict changes on energy consumption as a result of energy renovations. As affirmed in 

[18], the assumptions for the operating conditions are usually based on profiles considered as standard, 

rather than those from field measurements. Thus, having field measurements on the indoor conditions in 

social dwellings is necessary to obtain a more accurate analysis of the energy renovation potential in the 

social building sector.  

A global approach is necessary to study the thermal performance of buildings, considering the building as a 

complex system composed by different subsystems. With this aim in mind, in this work ten occupied 

apartments have been studied under a holistic approach to have an overview of their thermal performance. 

There is no shortage of similar field studies available in the literature to assess thermal comfort and energy 

consumption in low energy buildings [8], office buildings [19] or vernacular or historical buildings 

[20][21][22]. Nevertheless, it is not so prevalent to come across with this kind of studies applied to the 

Social Housing Sector. One exception could be found in the large-scale surveys carried out by Warm Front 

Project [23].  

2 Objectives 

In order to define optimal strategies in building renovations, its thermal behaviour must be known. Thus, 

architectural and thermal behaviour of Social Housing Stock in Bilbao is assessed in a field study. Along this 

line, the main aims of this paper are:   

(a) Provide an insight of the thermal performance of Social Housing Stock in Bilbao, Northern Spain, and 

identify the real energy consumption in social dwellings in a city with mild weather conditions both in 

winter and summer; (b) Identify the potential improvement of the social housing stock; (c) Provide energy 

consumption and indoor environment field measurements of these ten dwellings, which can be used in 

future researches and models to set up operating conditions not based on standards, but on field 

measurements; and (d) Provide a comparative and qualitative analysis of thermal building performance of 

ten selected dwellings, representatives of the social building stock.  
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This study is not only focusing on energy consumption itself, but also on assessing thermal comfort in the 

dwellings. Previously mentioned aspects related to health issues, however, are out of scope of the present 

study, although they must be taken into account when energy retrofitting benefits are considered. 

To accomplish with these goals the building stock of social housing in Bilbao has been classified according 

to the criteria described in section 4. Based on this classification, 10 social housing apartments, 

representatives of the different construction periods of the 20th Century have been studied using a holistic 

approach. Results obtained from this survey provide an important database to quantify the potential benefit 

of retrofitting the existing social building stock in the Basque Country. 

3 Approach 

A holistic approach is applied in this study. In this systemic approach, buildings are treated as open systems 

considering interactions between them and their environment. Similar approaches are explained and used 

in [20] with historical buildings, in Annex 53 [24] or in [25]. The approach used in this paper is based on 

these references. The different considered subsystems are shown in Fig. 1. 

 

Fig. 1. Subsystems for investigation.  

Building techniques, building envelope and energy systems could be considered as a boundary subsystem, 

which makes a separation between outdoor environment and occupants or indoor environment [26]. The 

combination of all these factors will give as a result the energy performance of the dwelling.  

Building renovations are usually focused on the improvement of 3 subsystems: building techniques (such as 

thermal bridges), building envelope and energy systems. However, although the objective of any 

improvement in the building energy performance is usually within these subsystems, it is important to take 

into account the interaction amongst building techniques, building envelope and energy systems, and the 

other subsystems, and the consequences of these interactions on the overall energy consumption. The study 

presented in this paper has been carried out bearing in mind this approach. 
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4 Choice of buildings 

This field study has been carried out in Bilbao from November 2011 to September 2012. All apartments 

have been occupied during the monitoring period. Different heating systems are used in the selected 

dwellings: out of the 10 dwellings, 4 are heated by natural gas heating systems, 3 by electric heaters, 1 by 

kerosene heater, 1 by butane heater and 1  has not a heating system whatsoever. All the studied dwellings 

have no mechanical ventilation system. The climate for the studied area (Bilbao), located in latitude 43o N, 

is oceanic. The proximity to the ocean makes summer and winter temperatures relatively temperate, with 

low intensity thermal oscillations. Average maximum temperature is between 25 °C and 26 °C during 

summer period, while the average minimum in winter can vary between 6 °C and 7 °C. 

4.1 Building stock classification criteria 

Building stock of Bilbao is characterised by the construction period in this study. Several factors act upon 

construction features, like social and financial situations and/or building regulations. As far as thermal 

requirements are concerned, after the Oil Crisis in the 70’s, in Spain, like in many European countries, the 

requirements for insulation of buildings were considerably reinforced. With this aim in mind, the first 

thermal regulation was developed and came into force in 1979. Unlike in other European countries, there 

was no new Spanish thermal regulation till 2006, when the Spanish Technical Building Code (CTE) [27] 

came into force. Detailed data about the Building stock in Bilbao, based on Population and Housing 

Censuses developed by National Statistics Institute in 2001, by construction year, is shown in Fig. 2. 

 

Fig. 2. Building stock in Bilbao in relation to construction year (Building Stock: 10044, year 2001, INE) 

Based on the mentioned facts, 5 different periods have been identified since 1900, as depicted in Fig. 3 

(Periods are numbered from 1 to 5). Different representative constructive sections of façades in relation 

with each period are shown in Table 1. C (Heat Capacity) and U-Value are calculated as described in eq. 1 

and eq. 2 
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outiin RRR 


1
U i  

eq. 1 
 

  iipi ec ,C   
eq. 2 

 

Where: 

Rin: is the internal surface thermal resistance (0.13 m2K/W) [28] 
Ri: is the surface to surface thermal resistance of the construction element 
Rout: is the external surface thermal resistance (0.04 m2K/W) [28] 
ρi: is the density of the i layer material. 
cp,i: is the specific heat capacity of the i layer material 
e: is the thickness of the i layer 
 

 

Fig. 3. Construction periods during twentieth century in Bilbao (Spain) 

Geometrical features of the heating area 

       

F.a F.b F.c F.c.1 F.c.2 F.d F.e 
From Indoors (left) to Outdoors (right) 

U [w/m2.K] 
C[kJ/ m2.K] 

Constructive Section  
(in-out) 

Period 
U [w/m2.K] 
C[kJ/ m2.K] 

Constructive Section 
(in-out) 

Perio
d 

F.a. 
U: 1.11 
C:463.8  

Plaster 
Perforated Brick (37 cm) 

Cement Mortar 
1 

F.b 
U: 1.16 

 C: 359.8  

Plaster 
Hollow Brick (12.5 cm) 

Air gap  
Concrete Wall (10 cm) 
Cement Mortar (2cm) 

1-2 

F.c 
U: 1.44  

C: 160.0  

Plaster 
Hollow Brick (4.5 cm) 

Air gap  
Hollow Brick (12.5 cm) 

Cement Mortar (2cm) 

3 
F.c.1 

U: 1.27  
C: 180.0  

Plaster 
Hollow Brick (4.5 cm) 

Air gap  
Hollow Brick (12.5 cm) 

Cement Mortar (2cm) 
Lightened Cement Mortar (2cm) 

3 

F.c.2 
U: 0.43  

C: 238.4  

Plaster 
Hollow Brick (4.5 cm) 

Air gap  
Hollow Brick (12.5 cm) 
Cement Mortar (2 cm) 

Thermal Insulation (4 cm) 
Hollow brick (9 cm) 

Lightened Cement Mortar (2 cm) 

3 
F.d. 

U: 0.48  
C: 189.0 

Plaster 
Hollow Brick (4.5 cm) 

Thermal Insulation (3 cm) 
Air gap  

Perforated Brick (12.5 cm) 

4 

F.e. 
U: 0.41  

C: 162.6  

Plaster 
Hollow Brick (4.5 cm) 

Thermal Insulation (6 cm) 
Air gap  

Hollow Brick (12.5 cm)  
Cement Mortar (2cm) 

4-5    

Table 1. Constructive Sections of Façades (according to data provided by Bilbao Social Housing) 
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4.2 Selection of study-cases 

Each apartment of the sample (Fig. 4) was selected according to features defined in section 4.1. This way, all 

aforementioned periods are represented by at least two dwellings. One new dwelling, built in 2005 (only a 

year before the Spanish Technical Building Code came to force) is also included in this study.  

  
Indoor 

Environm 
Envelope Windows En. Syst Occ 

Nº Year 
A. 

(m2) 
Sec.  

Uwall  
[W/m2.k] 

(calc) 

Cwall  
[kJ/m2.K] 

(calc) 
Wind. 

Uwin 
(calc) 

Infiltr. 
Heating 
System 

Property 
type 

D1 1921 53.33 F.a 1.11 463.8 Wood (f); Gass 6 5.35 High Butane Rented 

D2 1921 45.68 F.a 1.11 463.8 
PVC (f); Glass 

4/6/4)  
2.38 Low 

Elect. 
heater 

Rented 

D3 1952 51.5 F.b 1.16 359.8 
Al (f); Glass 6 – 

Wood (f); Gass 6 
5.35-
5.70 

High - 
Med. 

Elect. 
heater 

Rented 

D4 1952 51.5 F.b 1.16 359.8 
Al (f); Glass 

4/6/4) 
3.37 High None Rented 

D5 1960 47.68 F.c.1 1.27 180 
PVC (f); Glass 

4/6/4) 
2.38 Low Nat. Gas Owner 

D6 1960 39.7 F.c.2 0.43 238.4 
PVC (f); Glass 

4/6/4) 
2.38 Low 

Elect. 
Heater 

Rented 

D7 1960 47.65 F.c.1 1.27 180 
PVC (f); Glass 

4/6/4) 
2.38 Low Nat. Gas Owner 

D8 1995 68.3 F.d 0.48 189 
PVC (f); Glass 

4/6/4) 
2.38 Low Nat. Gas Rented 

D9 1995 87 F.d 0.48 189 
PVC (f); Glass 

4/6/4) 
2.38 Low Nat. Gas Owner 

D10 2005 58.5 F.e 0.41 162.6 
PVC (f); Glass 

4/6/4) 
2.38 Low Kerosene Rented 

Table 2. Summary of the characteristics of the studied dwellings, according to the subsystems presented in Fig. 
1 (Indoor Environment, Envelope, Windows, Energy Systems and Occupants) 

 

Fig. 4. Location of the ten case-studies. 
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As far as construction features are concerned, these dwellings can be considered representative not only of 

the social housing in Bilbao, but also of the social housing stock of the main urban areas in the region. 

Different aspects and features are taken into account for each dwelling, according to the approach described 

in section 3. Some of these aspects are summarized in Table 2. Occupation factors, such as occupant age, 

number of occupants or period of occupation, have been considered as well.  

4.3 Field study 

Based on aforementioned systemic approach, each dwelling is analyzed in situ. The data  are combined in 

six groups based on the aforementioned six subsystems, as summarized in Table 3. 

Subsystem Data Information sources 
Outdoor 

Environment and 
Site 

Geographical parameters (Lat, Long) Field measurements, Bibliographical sources 
Climatic area, solar radiation Field measurements, Bibliographical sources 
Microclimate, outdoor temperature and RH WEB Data, Recorded Data. Visual inspection 

Building Techniques Thermal Bridges Thermal imaging 
Building Envelope Thermal characteristics of the walls Bibliographical sources 

Energy Systems Energy Systems, Energy consumption Questionnaires, Energy bills 
Indoor design Indoor distribution Plans, field measurements, visual inspection. 

Occupants 
Indoor Environment: Plans, sections, Façades Field measurements 
Activities, Behaviour, environmental quality Questionnaires, Field measurements 

Table 3. Collected data  

4.4 Data collection 

4.4.1 Temperature and humidity 

Several temperature and humidity monitoring studies can be found in literature. The criteria presented in 

[4] have been a reference for this study. According to this criterion, detailed measurements of temperature 

and humidity were collected using Temp-RH Hobo Data loggers (HOBO U12-011). Their resolution is 0.03 

ºC (25 ºC) for temperature and 0.03 % for relative humidity, and their accuracy is ±0.35 ºC and ±2.5 % 

respectively. They were placed far away from direct heat or humidity sources and windows and 

approximately 1 m above the ground. These data loggers are programmed to collect data with a 10 min. 

frequency. Although longer time steps can be found in literature (from 20 min. [29] to 2 h. [20]), 10 min. 

time step has been used because it allows having information about some occupant actions, such as heating 

system activation or ventilation patterns. Temp-RH data loggers were previously calibrated and validated in 

the Laboratory for the Quality Control in Buildings (LCCE) of the Basque Government.  

A TH (Thermo Hygrometer) was installed in the living room of each apartment and in some of them another 

TH was installed in the main bedroom, according to the indoor environment (Fig. 5). Similar criteria have 

been followed in other studies, e.g. in [17] or in [20]  
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Fig. 5. Layout of some case studies (D1, D3-D4, D6 and D10). 

Outdoor temperature and relative humidity were taken from a meteorological station of the Basque 

Government located in Deusto, Bilbao. This station measures variables such as air temperature, relative 

humidity, global horizontal irradiation and wind speed, among others, with a sampling frequency of 10-min.  

4.4.2 Energy Consumption 

Some assumptions have been made to estimate heating consumption in winter. The information sources are 

not the same in all the dwellings. In most of the cases (six of them) energy bills have been provided, but in 

two dwellings, heating consumption data have been collected in questionnaires. In the last case (D4) no 

heating system is used. Actually, a small electric heater is used punctually but its consumption has been 

considered negligible when summer and winter consumption are compared. In case D5 some meter 

readings have complemented the information from natural gas bills.  

Collected data are presented for each dwelling in Table 4, where energy consumption related to the source 

during the indicated period is presented. However, it is necessary to standardize these data sets, because 

some of them are electricity consumption of the whole dwelling and others are natural gas consumption for 

Domestic Hot Water (DHW) and the heating system. In all the selected cases, this heating consumption has 

been extrapolated to the same period (1st Dec. – 1st Apr), due to the fact that the heating system has been 

working from the second or third week of December till the last days of March in every dwelling.  

sn

s

B

E
E   

eq. 3 
 

Bww EnE wH  
eq. 4 

 

Eq. 3 and Eq. 4 are used to calculate the estimated heating consumption in winter, where EB is the base 

energy consumption per day, ES is the energy consumption in summertime, Ew is the energy consumption in 
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wintertime, HW is the estimated heating consumption in winter, ns is the evaluated number of days of the 

summer period and nw is the evaluated number of days of the winter period. EB (kWh/day) is calculated 

considering the energy consumption in summer per day. This method is a good approximation to estimate 

the heating consumption, especially when heating and DHW is supplied by a natural gas boiler. DHW 

consumption is assumed to be similar for the whole year, so heating consumption, which only happens in 

winter, is calculated as natural gas consumption in winter (DHW + Heating) minus natural gas 

consumption in summer (DHW).  This method is also used when the energy supply of the dwelling is purely 

electrical.  

Therefore, the following assumptions have been made in order to estimate the heating consumption during 

winter period: 1) 159 kWh / Butane Gas Cylinder; 2) Base consumption (without heating) per day is 

calculated according to data from summer period, eq. 3. The estimated heating consumption in winter is 

obtained by means of eq. 4.; 3) In this case, the base consumption is assumed according to IDAE[30] (due to 

variability of the dwelling energy consumption in summer). The estimated heating consumption in winter is 

obtained using eq. 4.; 4) Using as reference 43400 kJ/kg for LHV of Kerosene. (9.4 kWh/l) 

  Data collected Estimated consumption 1 Dic- 1 April 

 Source Period Consumption Assumptions 

 [D1] Questionnaires Whole Winter 
4 butane gas 

cylinder 
1) 

 [D2] Electricity Bills 24 Nov-20 Mar 1840 kWh 3) (Base consumption: 4,16 kWh/day) 

 [D3] Electricity Bills 12 Dec-11 Apr 863 kWh 3)  (Base consumption: 4,16 kWh/day) 

 [D4] N/A N/A NEGLIGIBLE NEGLIGIBLE 

 [D5] Natural Gas Bills 18 Dec-17Apr 3600 kWh 2) (Base consumption: 6 kWh/day) 

 [D6] Electricity Bill  Not enough data available  

 [D7] Natural Gas Bills  15Nov-14Mar 3936 kWh 2) (Base Consumption: 6 kWh/day) 

[D8] Natural Gas Bills 15Nov-14Mar 2145 kWh 2) (Base Consumption: 6.7 kWh/day) 

 [D9] Natural Gas Bills 15Nov-14Mar 3990 kWh 2) (Base Consumption: 5 kWh/day) 

 [D10] Questionnaires Whole Winter 20 l kerosene 4) 

Table 4. Heating Consumption data collected 

Moreover, the fact that not all rooms are heated in some dwellings is another problem to standardize the 

heating consumption estimation. As questionnaires and measurements show, in some dwellings only one or 

two rooms are heated (D1, D3 and D10, as summarized in the appendix). In order to adequate the 

consumption and having a more representative value of kWh/m2, a relation between heat consumption and 

real heated area has also been calculated. These values, which are used as a reference to compare the 

studied dwelling with others, are presented in Table 5. 
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Estimated consump. 

[kWh] 
Heated rooms 

m2 (heated 
area) 

Consumpt. 
[kWh/m2.year] 

Corrected Consumpt. 
[kWh/m2.year] 

[D1] 636  Bedroom (x2), Kitchen 33.87 11.93 18.78 

[D2] 1354  Whole dwelling 45.68 29.64 29.64 

[D3] 356  Living room 10.31 6.91 34.52 

[D4] NA NA NA NA NA 

[D5] 2880  Whole dwelling 47.65 60.44 60.44 

[D6] Not enough data available  
[D7] 3210  Whole dwelling 47.65 67.37 67.37 

[D8] 1335  Whole dwelling 68.3 19.55 19.55 

[D9] 3385  Whole dwelling 87 38.91 38.91 

[D10] 188 Living room 12.6 3.21 14.92 

Table 5. Heating Consumption collected and calculation data 

4.4.3 IR techniques 

Thermal imaging inspection was also carried out during the investigation of two aforementioned 

subsystems: Envelope and Building Techniques. Infrared radiation is emitted by all objects above absolute 

zero. The IR camera measures this radiation and gives the surface temperature according to the black body 

radiation law which have to be corrected with the emissivity for grey bodies. 

Thermography allows detecting thermal heterogeneities of the envelope, like thermal bridges, or variations 

of the U-Value of different areas of the façades (see Fig. 14). Some aspects which have a strong influence in 

IR assessment are [31]: Emissivity (ε), Relative Humidity (RH).ΔT  (It is recommended at least a 10-15 ºC 

temperature difference between indoors to outdoors when IR analysis is carried out) and Solar Radiation. 

IR images must be taken avoiding sunny hours, to avoid the effect of the sun on the walls. In this way, also 

the thermal inertia of the walls must be taken into account. Other factors, like distance of the measured 

element, air temperature, air relative humidity, wind or reflected temperature have to be considered as 

well, especially if quantitative analysis is carried out.  

According to these parameters, the infrared thermographs were performed with a FLIR infrared Camera 

Model PS60 which has an accuracy of 2% in temperature measuring. The emissivity used in the calculations 

has been 0.9 because most of building construction materials has high emissivities, The inspection was 

carried out during 2 nights: 28th February 2012 (01.00-04.00 AM) and 2nd March 2012 (00.00-01.00 AM). 

During the first night collection, the air temperature was 6,5 ºC and there was a RH of 88%. During the 

second night, the air temperature was 9 ºC and there was a RH of 88%.  No rains were recorded in the 

previous days.  
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4.4.4 Thermal comfort 

Special attention has been paid in this study to the thermal comfort. Thermal comfort and healthy indoor 

environment are two of the most important targets of any construction. In this approach, these aspects have 

been included in “Occupants” subsystem. Different factors determine a comfortable environment, such as 

air temperature, relative humidity, air movement, human activity and type of clothes, to name some of 

them. Predicted Mean Vote (PMV) or Predicted Percentage Dissatisfied (PPD) indexes are used to assess 

thermal comfort. PPD is defined in terms of the PMV. PMV depends on activity, clothing, air temperature, 

mean radiant temperature, air velocity and humidity [32]. As this long term monitoring study was carried 

out in occupied dwellings, there were some limitations with the used instrumentation, and all of the above 

mentioned parameters were not registered during the research. For this reason, a simplified method has 

been used to assess thermal comfort in dwellings, which is described in section 6.6. 

4.4.5 Questionnaires 

To complete this study, the occupants of each dwelling filled in some questionnaires during the monitoring 

period. The information supplied by the questionnaires is related to occupant behaviour and awareness, 

energy consumption, building services, indoor air quality and occupation patterns.  

4.5 Data Analysis 

Different analyses of the collected data were made according to different moments of the monitoring 

period: 

 Seasonal values were analyzed for winter (Dec-Mar), tempered season (Apr-May) and summer 

(Jun-Aug). 

 The coldest period of 15 days, (1-14 February) 

 One period of 15 days in Spring. 

 The hottest period of 15 days, (8-22 August) 

 Short time periods (48h). The hottest (18th-19th August), the coldest (8th-9th February) and 

tempered (24th-25th April) short periods. 

These values for each dwelling are provided: maximum and minimum values, average values, standard 

deviations and correlations between indoors and outdoors air temperatures. 
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5 Results 

U-values of dwellings are clearly gathered in two defined ranges. One is the group related to the newest 

(Built after 80’s) or energy renovated buildings, which have an U-value between 0.40-0.50 W/m2.K.  The 

other group refers to buildings built before the first thermal regulation (1979) with a U-value between 

1.10-1.30 W/m2K.  

As expected there are two clear correlations. First of all the higher ΔT, the higher the heat consumption. As 

it was also expected, when two dwellings with similar heating consumption are compared, the higher ΔT 

corresponds to the lower U-value. This trend is clearly shown in the graph depicted in Fig. 6. A comfort zone 

has been assumed to this study. Even though comfort zone in winter is defined between 20 ºC and 24 ºC by 

ASHRAE in [33], the thermal comfort limits are selected according to [22] (18 ºC ±2 ºC)  Thus, red lines 

represent these comfort limits for winter, which makes 5.83ºC and 9.83ºC of ΔT). ΔT in this graph is the 

difference of the average indoor and outdoor temperatures in winter (see Fig. 8).  The time-constant () has 

been calculated dividing C [J/m2.K] by U [W/m2.K], so is presented in hours [h], according to [34]. This 

concept is considered useful in this graph since it encompasses both C and U in only one term. 

 

Fig. 6. Energy performance of the dwellings. Relation between yearly energy consumption per square meter of 
heated area, time constant and average ΔT. (Non available heating consumption data in D6)  Outdoor Average: 

10.17  

However, if only these aspects are taken into account, an unexpected performance of two dwellings could be 

deduced looking at this graph:  the highest heat consumption in each interval (D5 and D7, respectively) 

doesn’t correspond with the highest ΔT. This point proves that other aspects, such as heat capacity of the 
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façade, user behaviour, ventilation, windows quality and opaque walls and windows ratio or thermal 

bridges, to name but a few, play an important role in thermal performance in these dwellings. Both 

dwellings (D5 and D7) present not only a high U-Value (1.27 W/m2K) but also a low heat capacity value in 

façade (180 kJ/m2K), whilst other studied dwellings with low U value in their façades have, however higher 

heat capacity (360 kJ/ m2K - 423 kJ/ m2K); Differences between D5 and D7 could be explained when 

ventilation patterns are born in mind or user behaviour, in general.  

 

Fig. 7. Comparison of the monthly average temperatures in some studied dwellings.  

Thus, these consumption differences should be evaluated and explained analysing more parameters. D3 and 

D4 are quite similarly constructed. Their differences can be explained when the used heating system is 

taken into account (D4 has no heating system) and when comparing the average monthly indoor 

temperatures (Fig. 7). Even using the same heating system (natural gas with high temperature radiators), 

significant differences can be found in heating consumption (about 50%), as Fig. 7 shows in graphs for D8 

and D9. When D5 and D7 are compared, with similar average indoor temperatures during winter period, 
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differences in heating consumption (Fig. 6) can be attributed in this case to occupants behaviour, as 

previously said.  

6 Analysis of results 

6.1 Analysis of annual indoor environment 

Social housing sector is a heterogeneous dwelling group when indoor thermal conditions are taken into 

account. In the studied group, significant differences are found for the average monthly indoor 

temperatures, especially in winter time, when heating systems are used and consequently, heat 

consumption is the highest (Fig. 8). This period will be studied in detail later.  

 

Fig. 8.Maximum, average and minimum monthly indoor temperatures for the 10 studied dwellings.  

Fluctuations in indoor temperature are a consequence of several factors, such as the heat capacity of the 

building structure, the heating system control or ventilation patterns, to name but a few. Diurnal and 

Nocturnal Ranges give an idea of the indoor temperature stability. The ratio of internal to external 

temperature fluctuation (Δti/Δto) shows correlations between indoor and outdoor temperatures, and it will 

depend on the dwelling features (Building Techniques, Building Envelope and Energy Systems) and, on the 

other hand, on dwelling services and dwelling operation, related to occupant behaviour.  

Table 6 shows the nocturnal and diurnal ranges by seasons. The higher diurnal and nocturnal ranges of 

indoor temperatures are in winter period, when heating systems are used. The average of diurnal range in 

this period is between 3.18 (D2) and 1.16 (D6), whilst the average of nocturnal range is between 3.63 (D10) 

and 0.82 (D6). In summertime, instead, these ranges are in general quite smaller, from 3.36 (D2) to about 

0.8 (D4 and D6). 
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  Winter Period (Dec-Mar) Spring Period (Apr-May) Summer Period (Jun-Aug) 

 
C 

(kJ/ m2K) 

Diurnal 
Range 

(8-20h) 
(Δti) 

Nocturnal 
Range 

(20-8h) 
(Δti) 

Diurnal 
Range 

(8-20h) 
(Δti) 

Nocturnal 
Range 

(20-8h) 
(Δti) 

Diurnal 
Range 

(8-20h) 
(Δti) 

Nocturnal 
Range 

(20-8h) 
(Δti) 

(To)  5.53 4.01 4.58 4.02 5.19 4.38 
D1 463.8 2.14 2.15 1.23 1.33 1.07 0.99 

D2 463.8 3.18 2.87 2.53 2.49 3.36 3.68 

D3 359.8 3.11 2.99 1.32 1.39 0.91 0.93 

D4 359.8 1.19 1.68 1.03 1.46 0.81 1.08 

D5 180.0 2.64 2.84 1.98 1.85 2.03 1.80 
D6 238.4 1.16 0.82 0.89 0.89 0.79 0.85 

D7 180.0 2.98 2.55 1.63 1.33 1.03 0.93 

D8 189.0 1.79 1.41 1.64 1.12 1.75 1.38 

D9 189.0 2.18 1.92 1.43 1.58 1.17 1.27 

D10 162.6 2.02 3.63 1.54 1.56 1.11 1.23 

 
Average of dwellings 

 
2.24 

 
2.29 

 
1.52 

 
1.50 

 
1.40 

 
1.41 

Table 6. Ratio of internal to external diurnal and nocturnal temperature fluctuation for the studied dwellings 
(main room data) 

Differences can also be found when the two monitored rooms of the same dwelling are compared, especially 

in wintertime. If all rooms of the dwelling are heated by the heating system, nocturnal and diurnal ranges 

are similar in both rooms (e.g. D5, average diurnal range is 2.64 in the main room and 2.85 in the bedroom; 

and average nocturnal range is 2.84 in the main room and 2.70 in bedroom) When only some rooms of the 

dwelling are heated, the differences are quite bigger: in D3 the average diurnal range is 3.11 in the main 

room and 1.36 in the bedroom; and the average nocturnal range is 2.99 in the main room and 1.27 in the 

bedroom. 

These results seem to be contradictory with that mentioned in [22], where it is affirmed that fluctuation 

temperature is closely linked to the heat capacity of the structure. However, this phenomenon can be 

explained with the fact that both studies have been carried out under different conditions (in this case, 

every monitored dwelling has been occupied during monitoring periods, whereas in [22] two dwellings out 

of the three were vacant). The way of using the heating system in winter, and ventilation management of 

the user in summer (both strategies regarding to occupants’ behaviour) can increase significantly the 

indoor temperature range of the dwellings. As a matter of fact, this is proved with the result of diurnal range 

of temperatures in D4 in winter, (one of the lowest of the sample), which has no heating system, as well as 

in D6, (it presents the lowest temperature range) where the use of the heating system is very occasional, 

according to D6 questionnaire. This hypothesis is proved in summer as well. Dwelling D6, which is also the 

dwelling with the lowest temperature in summer, is vacant during this period. Other factors, such as the 

ratio of area of exposed envelope and dwelling area can complement the explanation of these results. Thus, 
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the high values of D2 are also explained due to its location within the building, directly under the roof, 

whereas in D1 the effect of high C in the opaque walls could be counteracted by the low quality of the 

windows. 

Indoor relative humidity (RH) has also been studied. The accepted range of RH for thermal comfort is from 

30% to 70% [33]. Therefore, as shown Fig. 9, more than 99% of registered RH data were higher than 30% 

in all dwellings.  However, the situation changes when the highest limit is observed. In four dwellings, more 

than 5% of registered data were out of comfort zone, and two of them gave especially high values: D6 

(32.4% of the registered data out of comfort zone) and D7 (46.9% of the registered data out of comfort 

zone). Seasonal detailed information is presented in Table 7. The majority of collected data higher than RH 

70% correspond to wintertime, except in D7 which has high RH values in every evaluated season. 

 
Fig. 9.Relative Humidity in the Dwellings. Cumulative Distribution Function.  

R.H. Dec 2011 – Sept 2012 Winter Tempered season Summer 

 
Measures up 
to 30% (%) 

Measures higher 
than 70% (%) 

Measures higher than 
70% (%) 

Measures higher than 
70% (%) 

Measures higher than 
70% (%) 

D1 0.02% 3.7% 8.1% 0.14% 0.36% 

D2 0.00% 16.2% 27.5% 12.1% 3.9% 

D3 0.06% 0.3% 0.82% 0.00% 0.1% 

D4 0.00% 7.2% 16.2% 0.19% 0.02% 

D5 0.02% 4.9% 9.2% 3.5% 0.02% 

D6 0.2% 32.4% 63.2% 18.6% 0.81% 

D7 0.00% 46.9% 40.6% 58.8% 47.5% 

D8 0.00% 3.0% 0.85% 1.76% 6.9% 

D9 0.00% 0.08% 0.03% 0.00% 0. 2% 

D10 0.00% 7.0% 10.1% 2.3% 6.0% 

Table 7. Summary of logged RH (%) during the whole period and by seasons: Winter (Dec 2011 - Mar 2012), 
tempered season (Apr-May 2012) and Summer (Jun-Jul-Aug 2012) 

In occupied dwellings RH is directly affected by natural ventilation (there is no mechanical ventilation in the 

studied dwellings). Thus, this parameter can also give information about the ventilation rate, whether it has 
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been enough or not. Indoor RH is related to outdoors RH, and with indoor humidity sources like cooking or 

human activity. Too high RH values could mean low ventilation rate, as well as low indoor temperatures.  

6.2 Winter period  

6.2.1 Overall analyisis 

Winter period data (Dec 2011-Mar 2012) are presented in this section. Some temperature limits are 

defined to evaluate indoor temperatures in dwellings. For winter, thermal comfort limits have been set up 

around 18 ºC ±2 ºC based on the research presented in [22].  Moreover, the lowest limit (16 ºC) has been 

used as a reference in other studies for identifying “cold homes” when standardized temperatures are used 

[4]. 

Average indoor temperature in two dwellings in winter is lower than 16 ºC (D4 and D10). For dwellings D1, 

D2, D6 and D8 average indoor temperatures are also low (Table 8). The reasons of these low temperatures 

can be different in each case: recurring inoccupation of dwelling, inadequate heating equipment control, 

building and heating system characteristics, ventilation patterns…  

 
Maximum 

Temp. (ºC) 
Minimum 

Temp. (ºC) 
Average 

Temp. (ºC) 
Range (ºC) 

Standard 
Deviation 

 
Outdoors 

 

 
25.80 

 
-0.30 

 
10.17 

 
26.10 

 
3.87 

D1 24.46 9.73 16.94 14.73 1.85 

D2 22.71 10.79 17.56 11.92 1.32 

D3 26.13 14.36 19.35 11.77 1.86 

D4 21.27 9.21 14.38 12.06 2.26 

D5 23.86 12.94 18.79 10.91 1.59 

D6 23.69 13.81 17.67 9.88 1.61 

D7 22.39 14.27 18.71 8.13 1.25 

D8 22.66 11.13 17.70 11.53 1.20 

D9 24.22 13.64 20.48 10.58 1.04 

D10 23.28 10.52 15.43 12.76 1.68 

Table 8. Summary of logged temperatures (ºC) in Winter (Dic-Jan-Feb-Mar) 

6.2.2 15-day  and 48-hour periods 

48-hour period and 15-day period analysis (Fig. 10 and Fig. 11 respectively) allows complementing the 

information gathered by questionnaires with real data obtained by the thermo-hygrometers. Ventilation 

(opening windows) and heating consumption patterns are easily identified in these analyses. Opening 

windows in winter are identified in the graphs because RH and temperature drops suddenly. In a similar 

way, when heating system is activated, temperature increases and RH drops at the same time. Two 
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examples of this behaviour for dwellings D3 (Heating system activation) and D5 (opening windows) are 

depicted in Fig. 10. 

 

Fig. 10. 48-h analysis. Identification of heating system activation (left graph) or opening windows (right graph) 

These analyses allow also comparing different heating systems, and the way of using them. For example, D1 

and D3 use heaters only in some rooms of the whole dwelling. However, the results are quite different in 

each case (Fig. 11). Although both dwellings are occupied during the whole day, D1 only have some peaks 

with over 16 ºC in the heated area and in the 48-hour analysis there is a minimum of 12 ºC (in that moment, 

windows are open), whilst D3, a dwelling heated by a 2kW electric heater located in the living room, has a 

significant amount of logged data over 20 ºC in the heated area. 

Several differences can also be found in the evolution of non-heated area temperatures in these dwellings. 

D4 (with no heating system) has a very low temperature during the coldest period. Temperature in the 

whole dwelling is stable and the same in the two studied points, and small peaks appear in the main room, 

due to the use of a small heater, whose consumption has been neglected in energy consumption estimations. 

Dwellings with natural gas and one radiator in each room have smaller temperature differences in the 

whole dwelling during the day (e.g. in D5 natural gas heating system with one heat radiator in each room is 

used. The system is commanded with a thermostat located in the living room). Energy consumption for 

heating is usually higher in these dwellings, but the whole dwelling works closer to comfort levels. 

Temperatures are similar in every room, and small variations are due to different ventilation patterns in 

each room.  
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Fig. 11. Indoor RH and Temperature and outdoor temperature for D1, D3, D4 and D5 dwellings during 15-day 
period in winter. 

In this analysed 15-day period, the 4 dwellings (D1, D4, D6 and D10) have an average temperature below 

16 ºC and only one dwelling (D9) have an average temperature higher than 19 ºC (Table 9) 

 
Maximum 

Temp. (ºC) 
Minimum 

Temp. (ºC) 
Average 

Temp. (ºC) 
Range (ºC) 

Standard 
Deviation 

 
Outdoors 

 
12.10 -0.30 5.08 12.40 2.54 

D1 19.01 9.73 14.38 9.28 1.55 

D2 21.10 12.99 16.95 8.11 1.43 

D3 25.72 15.51 18.46 10.21 1.99 

D4 13.91 9.21 10.57 4.69 0.76 

D5 23.16 12.94 18.38 10.22 1.97 

D6 17.68 13.81 15.04 3.87 0.84 

D7 22.39 14.27 18.86 8.13 1.52 

D8 18.60 12.85 16.75 5.76 0.92 

D9 24.22 14.96 20.24 9.26 1.01 

D10 22.32 10.52 14.81 11.81 1.97 

Table 9. Summary of logged temperatures (ºC) in the 15 coldest days (1-14 Feb 2012) 

6.3 Summer period  

In order to assess the thermal behaviour of each building without any heating or cooling system, monitoring 

measures have also been carried out in summer, from June to August 2012. As it was expected in this 

climatic area, indoor thermal comfort is satisfactory without any cooling systems,. As shown in Table 10, the 



21 
 

range of indoor average temperatures is between 6.82 (D7) and 12.34 (D2), with a standard deviation 

between 1.31 (D7) and 1.86 (D4). These data show the capacity of these dwellings to attenuate the impact 

of the diurnal summer thermal variations.  

 
Maximum 

Temp. (ºC) 
Minimum 

Temp. (ºC) 
Average 

Temp. (ºC) 
Range (ºC) 

Standard 
Deviation 

 
Outdoors 

 
36.90 12.40 20.35 24.50 3.53 

D1 28.64 17.80 23.81 10.85 1.60 

D2 29.12 16.77 23.87 12.34 1.70 

D3 28.15 20.75 24.06 7.40 1.43 

D4 29.99 20.25 24.32 9.75 1.86 

D5 30.14 19.75 24.54 10.40 1.43 

D6 28.72 20.32 24.62 8.40 1.78 

D7 26.97 20.15 23.25 6.82 1.31 

D8 29.57 18.89 22.99 10.68 1.38 

D9 27.85 20.60 24.72 7.25 1.43 

D10 26.72 18.46 23.27 8.26 1.42 
Table 10. Summary of logged temperatures (ºC) in summer (June-August) 

 

Fig. 12. 15-day and 48-hour period (the hottest period) analyses for D1, D4 and D5 in summer. 
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For this period, indoor temperatures are evaluated in detail as well (Fig. 12). Thermal comfort limits have 

been set up with a maximum value of 28 ºC. Even during the hottest period of the year, an optimised 

management of occupants (reduction of solar gains during day time and natural cooling at night) ensures a 

proper thermal regulation. This regulation is achieved thanks to the specific architectural designs of these 

dwellings, especially because its indoor distribution allows a cross ventilation and thermal draught created 

by existing temperature gradients between opposite façades, which allows adequate natural ventilation. 

6.4 Spring period (tempered season) 

Tempered season data (April-May 2012) have been assessed as well. Similar methodology has been 

followed to analyse these data. In this period, only in one dwelling (D10) the average indoor temperature is 

lower than 18 ºC. The other dwellings have average temperatures between 18.15 ºC (D4) and 21.19 ºC 

(D9). Standard deviations in this period are in general quite higher than those obtained in wintertime. 

Regarding to 15-day and 48-hour period analyisis, although indoor thermal conditions between the 

dwellings are similar in this period, still several significant differences can be found. Some dwellings used 

the heating system during some days of this period.  

6.5 Thermal imaging inspection 

To analyse the heat consumption of a dwelling, another issue to take into account is the impact of thermal 

bridges. According to diverse consulted bibliography, the impact of thermal bridges on heat consumption 

can vary from 5% [35] (insulating the exterior of the building envelope) to 39% [36] (in many insulated 

single family houses with bad thermal bridge treatment). 

Despite the complexity to carry out an accurate quantitatively IR inspection, the temperature profile in the 

thermal bridge created in the slab face of each building has been analysed, as shown in Fig. 13. The 

minimum temperature in the external surface of the façade (Tmin) corresponds to a point far away from the 

thermal bridge, where the heat flux is supposed to be one-dimensional. The difference between the 

minimum and the maximum temperature (T) indicates the level of the impact of the slab face thermal 

bridge. The higher T, the higher the thermal bridge impact is. 
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Fig. 13. Temperature profile in the slab face thermal bridge of dwelling D2. 

The lowest difference of surface temperature (T) has been found in the buildings corresponding to 

dwellings D3 and D7 (0,7 ºC), whilst the highest T was registered in the façade of D2 (3,3 ºC). The possible 

effect of thermal bridges over the global thermal performance of the dwellings is not very well defined 

when these results and indoor temperatures or consumption in each dwelling are assessed together, due to 

the fact that the effect of other variables such as opening windows patterns, (see Fig. 10) make negligible 

the impact of thermal bridges. In this case, the fact that dwellings have been occupied during the monitoring 

period is a handicap to evaluate this effect. Studying quantitatively the thermal bridges effect on a dwelling 

requires to limit the effect of human behaviour, either by means of simulations, or by carrying out the study 

in vacant dwellings, since factors manipulated by the user (such as heating temperature set point, 

ventilation rates or internal gains) have a strong influence on the thermal gradient between indoors and 

outdoors. This fact can vary the T value of a thermal bridge. 

 

Fig. 14. Thermographs of some buildings studied (a) D2; (b) D3; (c) D5; (d) D8. 
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6.6 Indoor thermal comfort and risk of cold homes 

Due to the fact that some of the logged temperature data in winter are much lower than expected, a study 

has been developed in order to evaluate indoor thermal comfort in winter, and the risk of cold homes. 

Thermal comfort is defined by ISO 7730 ([32]) as the mental condition expressing satisfaction with thermal 

environment. As it has been mentioned in section 4.4.4, recording all these parameters has not been 

possible. For this reason, an approximation based on the statistical analysis has been made, following the 

procedure presented in [22].  

Cumulative distribution functions (CDF) were obtained with the series of registered temperatures in the 

studied dwellings during winter period, from 1st of December 2012 to 1st of April 2012 (Fig. 15). Significant 

differences can be found when CDF are compared. About 80% of the registered data in D4 in winter is lower 

than 16ºC. On the other hand, in D9 the share of the registered data below 16ºC is negligible, almost 70% of 

the time the temperature is over 20ºC, which could suggest that reducing the set point temperature would 

reduce energy consumption without reducing indoor environment comfort levels. CDF of D10, D1, D2 and 

D5 are also presented in Fig. 15. CDF of D2 shows a balanced indoor temperature management, where less 

than 5% of the registered data is below 16ºC and less than 5% of the registered data is over 20ºC.  

A summary of logged temperatures according to these criteria is presented in Table 11. In this table the 

thermal performance of D4 must be highlighted. It is not only the coldest dwelling in winter, but also one of 

the dwellings with higher temperatures in summer (see Table 10) if it is compared to other dwellings. D6 

logged high temperatures in summer, but this is due to the fact that the dwelling was empty during this 

summer period and thus, there was no ventilation during this period. D5 presents higher temperatures over 

the whole year. Thermal performance of D4 could be explained because the high U-value of its façade and 

especially because it is located in the upper floor of the building and the U-Value of its roof is too high. 
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Fig. 15. Cumulative Distribution Function of 6 studied dwellings in winter (D4, D10, D1, D2, D5 and D9). 

 
Winter Tempered season Summer 

 
Measures 

below 16 ºC  
Measures over 

20ºC  
Measures 

below 16 ºC  
Measures over 

20ºC  
Measures 

below 20 ºC  
Measures over 

28ºC 

OUT 
94.67% 1.41% 69.96% 10.43% 52.00% 3.43% 

D1 24.6% 5.68 % 11.69% 41.69% 0.20% 0.02% 

D2 9.06% 4.94 % 3.13% 39.77% 2.42% 0.17% 

D3 0.83% 30.25% 1.15% 49.24% 0.00% 0.00% 

D4 81.86% 2.27% 33.15% 29.33% 0.00% 1.36% 

D5 0.94% 29.20% 0.00% 52.53% 0.00% 2.33% 

D6 12.92% 5.96% 0.14% 46.69% 0.00% 5.07% 

D7 1.09% 16.99% 0.31% 26.94% 0.00% 0.00% 

D8 5.20% 4.75% 0.92% 30.26% 0.28% 0.03% 

D9 0.26% 71.85% 0.00% 76.58% 0.00% 0.00% 

D10 65.90% 1.13% 25.41% 18.27% 0.08% 0.00% 

Table 11 Summary of logged temperatures in the main room (%) in winter (Dec 2011 - Mar 2012), tempered 
season (Apr-May 2012) and summer (Jun-Jul-Aug 2012) 

These CDF analyses give quantitative information, but they don’t describe the temperature evolution inside 

the dwellings. As described in [22] the difference between indoor and outdoor temperatures against 

outdoor temperature is analyzed (Fig. 16). The thermal comfort zone is marked in these graphs, so as to 

identify which measures are in the thermal comfort zone and which measures are not. The graphs also 
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show the share of measures which are below 16 ºC. Previously mentioned thermal comfort limits are 

selected (18 ºC ±2 ºC) according to [22].  

The CDF temperature in winter gives an idea of the heating system usage. Differences between D4, (where 

more than 80% of the measured temperatures are below 16 ºC), and D9, (where more than 99% of 

measured temperatures are higher than 16 ºC), are clear. In this case, one of the most influential factors is 

not the building envelop, the energy system or the building techniques but the building operation (i.e. the 

way that occupants use and manage the building) and specially, the way the heating system is used.  

 

Fig. 16. Indoor-Outdoor temperature against outdoor temperatures in wintertime. (D2 and D4). 

7 Discussion 

7.1 Overall discussion of the results 

Thermal behaviour of dwellings can be explained only when the building is studied under a global 

approach. In the case of the analyzed dwellings, occupants’ behaviour (as affirmed in [37]) plays an 

important role in indoor thermal characteristics, moreover in summertime. In most of the studied cases, it 

can ensure a thermal regulation thanks to specific architectural design of the dwellings: crossing 

distribution of the indoor environment, distribution of rooms according to its uses and orientations or 

indoor distributions which allow natural ventilation. Thus, following the approach presented in Fig. 1, the 

results obtained may be summarized in the following points: 

Outdoor environment and site. The studied dwellings are located in an area with a tempered climate, 

although sporadically peaks of temperature (both high and low) could be registered.  

Heating systems.  In the majority of the analysed dwellings the heating system efficiency could be improved, 

especially in rented ones, where the occupants usually decide not to invest on an efficient heating system.  
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Building envelope. In many dwellings windows have been replaced at least once, and “Bilbao Social 

Housing” have promoted and developed plans in this way, usually acting not on a building scale, but on a 

dwelling scale. However, there is still a great number of buildings and dwellings with envelopes displaying a 

poor thermal performance. 

Building Techniques. The effects of the thermal bridges have not been appreciated due to their low impact 

compared to other effects, such as ventilation patterns, as it has been described in section 6.5. 

Indoor design. In general, studied dwellings present a good indoor design, with crossing indoor distribution, 

adapted to uses and orientation. 

Occupants. Occupation patterns, ventilation patterns or ways of using the heating system have a high 

repercussion in the comfort and in the energy consumption. This can be observed in Fig. 11, where the 

measured temperature profiles in three dwellings during two weeks in February are presented. The 

differences are not only in the heating system fuel, but also in ventilation patterns. In this way, strategies for 

increasing the occupants' awareness are recommended to be developed. 

7.2 Remarks on indoor comfort 

7.2.1 Winter period 

As summarized in Table 8, four of the studied dwellings have an indoor average temperature lower than 16 

ºC during the coldest period in winter, and two of them present an average temperature lower than 16 ºC 

when the whole winter is analyzed. On the contrary four dwellings have an average temperature over 18 ºC. 

In three of these four dwellings (D5, D7 and D9), the occupants are the owners. In the fourth one, although 

the average indoor temperature is higher than 18 ºC, it is quite unstable. These three dwellings are the only 

ones which have natural gas based heating system, and the household incomes of these dwellings are also 

the highest of the ten studied cases. Other studies have also demonstrated that amongst other factors, 

household incomes and energy consumption and therefore, indoor comfort at home, are closely linked [38].  

The majority of the analyzed dwellings have lower energy consumption than expected. This is not due so 

much to the building thermal performance itself, but to the indoor temperatures which take in some cases 

very low values.  

Improving the thermal performance of the stock of social dwelling not only must aim at reducing energy 

consumption, but also at improving indoor comfort. For that reason, when the effectiveness of a renovation 
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in a social dwelling is evaluated, indoor environment parameters, such as indoor temperature and RH, must 

be taken into account. The improvements on the indoor comfort should be considered as positively as 

energy savings itself. Factors which are out of the scope of our study, such as health and social factors will 

also be benefitted through a proper renovation of social dwellings. 

7.2.2 Summer Period 

Indoor conditions in summer have also been considered in this study. Similar methodology to the one used 

in section 6.6 to evaluate indoor comfort in winter could be followed to study the indoor thermal comfort in 

summer. In this case, it has not been accomplished because the registered indoor temperatures in summer 

are in general quite comfortable, rarely higher than 28 ºC even during the hottest days of the year, as 

expected in this climatic area. 

8 Conclusions 

In order to establish a good energy renovation strategy of the building stock, and to consider different 

priority criteria, it is necessary to have accurate data on the thermal performance of the building stock. This 

paper has shown a methodology for studying thermal performance of social dwellings based on a long term 

monitoring of 10 dwellings. Collected data have been used to define general trends on energy consumption 

and thermal performance of social housing sector, as well as enough data to define the operation conditions 

in social dwellings, based on this field study, and not in standards. Significant differences have been found 

comparing standard operation conditions and operation conditions based on gathered measurements. This 

study also provides qualitative and quantitative characterization of ten reference dwellings, representative 

of the Social Housing Sector in Bilbao. 

The field investigation shows that energy consumption of these social dwellings is lower than expected. In 

section 6.2 has been shown that this situation is not due that much to a good thermal performance of the 

studied dwellings, but to a lowering of the indoor comfort levels, and low indoor temperatures in winter. 

This way, future energy retrofitting strategies will have to bear in mind this aspect when their effectiveness 

will be assessed. That is, sustainability on building renovations does not have to be evaluated only in terms 

of energy savings, but also under economic and social criteria. The aim of reducing cold homes (and this 

way the risks which they involve) must be considered as important as energy savings themselves, especially 

in social housing sector.  
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Differences on energy consumption for heating have been found amongst the studied dwellings. Those 

differences can only be explained properly when all subsystems and their interactions are considered in the 

study. Especially important is the indoor average temperature required by the occupants in winter, which is 

closely linked to household incomes. The highest indoor temperatures have been found in the dwellings 

with higher household incomes. These differences on indoor conditions also depend on the heating system 

and its use, as described in section 0. It proves the heating system influence on the indoor thermal comfort, 

both the kind of heating system itself and the use of it given by the occupant.  

It could be interesting to carry out further researches about the influence of the occupants on energy 

consumption and indoor comfort. Many aspects which are strongly dependent on the occupants, such as the 

mentioned heating system usage, ventilation patterns, set point temperatures or closing the window 

shutters at night, involve great variations on the final energy consumption of a building. 

The study also shows that the majority of dwellings have a good design, which can allow thermal regulation 

by means of the occupants’ adaptive behaviour. Energy renovations in social dwellings in this city has to be 

leaded mainly to improve energy systems and building envelope, both walls and windows if necessary.  

It is necessary to investigate accurately the different types of social dwellings before any retrofitting 

intervention, according to the classification previously mentioned. The best retrofitting strategy for 

improving thermal performance of a building constructed in 1920, with high thermal mass in façade will be 

different than the best one for a building constructed in 1960 with a light façade.  

In this research, a sample of ten different dwellings has been studied. Some of them present a low U value in 

façade, some of them present a high C in façade, and two of them present high U value and low C in façade at 

the same time. However, none of them have a façade with both low U-Value and high C.  It could be 

interesting to study the thermal behaviour of a dwelling with these features in further researches. 

Finally, in another research line, the risk of cold homes in Spain is a factor to be taken into account. 

Although this problem could seem to be only linked to northern countries, this research has shown that, at 

least in social housing sector, cold home is a real problem. This problem will be aggravated in the near 

future due to the economic crisis and the steady increment of the energy prices. More studies focusing on 

cold home concept should be carried out.  
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In short, social dwelling stock is one of the sectors with more risk of energy poverty. Hence, social housing 

stock, especially those built before 1980, should be a priority in energy renovation strategies, both due to its 

potential of improvement and the need to fight against the risk of fuel poverty and cold homes.   
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10 Appendix 

A summary of geometrical and other features of the heating area in each studied dwelling are presented in 

Table A1.  

Geometrical features of the heated areas 

     

D1 D2 D3 D4 D5 

     

D6 D7 D8 D9 D10 

 m2 façade ( of heated area) EF  m2 façade ( of heated area) EF 

[D1] 

Apartment Façade: 
           32.5 (Façade) 
           6.5 (Windows; 20%) 
Heated Area Façade: 
           22.5 (Façade) 
           4.5 (Windows; 20%) 

1.67 [D6] 
Apartment Façade: 
          27.9 (Façade) 
          7 (Windows; 25%) 

1.43 

[D2] 

Apartment Façade: 
          29.75 (Façade) 
          5.55 (Windows; 20%) 
Heated Area Façade: 
          29.75 (Façade) 
          5.55 (Windows; 20%) 

1.51 [D7] 

Apartment Façade: 
          41.25 (Façade) 
          10.23 (Windows; 25%) 
Heated Area Façade: 
          41.25 (Façade) 
          10.23 (Windows; 25%) 

1.16 

[D3] 

Apartment Façade: 
          35 (Façade) 
          8.75 (Windows; 25%) 
Heated Area Façade: 
          7.5 (Façade) 
          1.95 (Windows; 26%) 

1.37 [D8] 

Apartment Façade: 
          46.8 (Façade) 
          11.5 (Windows; 25%) 
Heated Area Façade: 
          46.8 (Façade) 
          11.5 (Windows; 25%) 

1,71 

[D4] 
Apartment Façade: 
          35 (Façade) 
          8.75 (Windows; 25%) 

N/A [D9] 

Apartment Façade: 
          42.9 (Façade) 
          10.7 (Windows; 25%) 
Heated Area Façade: 
          42.9 (Façade) 
          10.7 (Windows; 25%) 

1.59 

[D5] 

Apartment Façade: 
          41.25 (Façade) 
          10.23 (Windows; 25%) 
Heated Area Façade: 
          41.25 (Façade) 
          10.23 (Windows; 25%) 

1.16 [D10] 

Apartment Façade: 
          35.9 (Façade) 
          7.7 (Windows;21%) 
Heated Area Façade: 
           14.95 (Façade) 
           2.72 (Windows; 18%) 

0.86 

Table A1. Geometrical features of the heating area in each dwelling. (EF: Envelope Factor= m2 heated area /m2 
façade of heated area) 
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Abstract 

In this paper the energy and exergy performance of a social dwelling of a multi-family building from the 1960’s 

in Bilbao (Spain) is presented and various improved energy concepts based on exergy principles are proposed 

and investigated. The aim of this paper is to explore and demonstrate the usefulness of the exergy approach in 

the assessment and development of an energy system for the dwelling under consideration. The total energy 

supply system is analysed, including the demand (space heating, domestic hot water and electricity), the 

system components (for conversion, storage and distribution) and the energy input from energy resources 

(primary energy and renewable resources).  The study includes a comparison of the primary energy input of all 

cases considered and an analysis of the energy and exergy losses of each system component. The study has 

shown that the exergy analysis reveals thermodynamic losses that are not revealed using energy analysis and 

secondly, that taking into account the exergy principles in the development of an improved energy system has 

resulted in a significantly reduced primary energy input compared to the reference situation.  
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1 Introduction 

The energy demand for heating and cooling in the built environment is mainly a demand for ‘low quality’ 

energy, due to the associated temperatures required. Exergy is a thermodynamic concept which indicates the 

‘quality’ of the energy, by expressing the thermodynamic ideal work potential of a certain form of energy. The 

first law of thermodynamics states that energy cannot be destroyed, but according to the second law exergy 

can be destroyed.  Explanations of the exergy theory can be found in many textbooks on thermodynamics, such 

as [1-3]. 

Thermodynamic ideal processes are reversible, which means no exergy is destroyed and the original situation 

can be re-obtained.  In real processes, however, exergy is always destroyed, often even in large amounts. The 

exergy destruction of a process indicates the ideal thermodynamic improvement potential of this process. This 

improvement potential is not shown in energy analysis; exergy analysis therefore has an added value for the 

evaluation of the performance and improvement potential of a system [4]. 

The ‘low exergy’ heating and cooling demands in the built environment are generally met with ‘high exergy’ 

energy sources, such as gas or electricity and usually a lot of exergy is being destroyed in these systems. This 

means there is much room for improvement. Exergy analysis of heating and cooling systems in the built 

environment is an emerging field of science in recent decades, as it is shown by a large number of publications 

and international research activities such as ([5-7].  

In this paper the exergy performance of a social dwelling of a multi-family building from the 1960’s in Bilbao 

(Spain) is presented and improved energy concepts based on smart exergy use are proposed and investigated. 

The aim of this paper is to explore and demonstrate the usefulness of the exergy approach in the assessment 

and development of an energy system for the dwelling under consideration. 

The following cases are studied and presented:  

- Case I) Original situation (no insulation, single glazing); 

- Case II) Case study assuming the usual retrofitting works; 

- Case III) Improved cases based on exergy principles. 
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For the improved cases (Case III) six options have been developed based on exergy principles. These options 

are evaluated using steady state analysis, but based on a dynamic energy and exergy demand calculation. In 

part 2 of this paper [8] three of the improved energy system options are evaluated using dynamic simulations, 

in order to assess the performance and improvement potential in more detail.  

2 Methodology 

This study aims at demonstrating the usefulness of applying the exergy approach for the development of an 

efficient energy system for a dwelling of a social multi-family building located in Bilbao (Spain). In this first part 

the reference cases are presented, the development of improved cases applying exergy principles is described 

and the energy and exergy performance - based on steady state analysis - of all cases is discussed. A detailed 

dynamic analysis of three improved options can be found in [8]. 

The following relevant methodology aspects for this study are described in this chapter: (1) the analysis 

framework according to the input-output approach; (2) the energy calculation method used; (3) the exergy 

calculation approach and (4) the exergy principles used for the development of exergetically improved options.  

2.1 Analysis framework 

In this study the total energy chain is analysed, which is composed of the energy demand, the energy system 

components (conversion, distribution and storage) and the energy resources. These are analysed according to 

the input-output approach described in [9] and [10]: The demand is the start of the analysis and for all 

subsequent energy system components the required input of the component equals the output of the next 

component. This way all energy and exergy losses are assigned to a component. In this study the demand for 

space heating and cooling as well as domestic hot water (DHW) and electricity for lighting and appliances is also 

considered. A scheme of the framework is shown in Fig. 1: 
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Fig. 1. Analysis framework consisting of demand, energy system components and energy resources 

2.2 Calculation method 

The analysis of the cases has been performed using dynamic simulations for the calculation of the energy and 

exergy demand of the building and using a simplified steady state approach for the energy performance of 

system components, as described below. 

2.2.1 Dynamic energy and exergy demand calculation 

The energy and exergy demands calculations are performed using the internationally well-known transient 

energy simulation software TRNSYS (V 17). An annual simulation has been carried out using a 1-h time-step. 

The energy demand for space heating for the different scenarios studied here are modelled using TRNSYS type 

56. Only sensible heat is taken into account, in accordance with [11]. Cooling is not treated in this study as it 

does not usually exist in residential buildings in this area. The exergy demand is not a standard output of the 

TRNSYS software and is calculated for each time step according to the method explained in section 2.3.1. The 

demands for domestic hot water (DHW) and electricity for lighting and appliances are included as a schedule 

based on literature, as is further explained in the next chapter.  The detailed building properties and operation 

schedules can be found in the appendix. 

2.2.2 Steady state energy system analysis 

The energy inputs and outputs of the subsequent energy system components for conversion and storage are 

calculated in a simplified way using a steady state approach. The analysis has been performed for the heating 

season (October until March) and the summer season (April until September). For this steady-state analysis the 
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total demands resulting from dynamic simulation have been used. The exergy calculations are based on the 

energy values and the seasonal average temperatures, where the outdoor temperature is considered as the 

reference temperature as recommended by [10]. For this aim the average outdoor temperature is weighted by 

the heat demand per one hour time step; in this way the exergy calculations are more correct then when using 

the straight average outdoor temperature [12]. 

2.3 Exergy analysis approach 

The exergy of an amount of energy can be calculated by multiplying this amount of energy with its exergy 

factor (F), which is defined as the exergy to energy ratio. This approach is used for calculating the exergy of the 

inputs and outputs of all energy system components as well as of the resources. The exergy factor of the fuels 

used is given in the Appendix. The exergy factor of heat at constant temperature can be calculated using eq.  1, 

while the exergy factor of sensible heat of an amount of matter (mcp(T2-T1)) can be calculated using eq.  2. [9, 

10, 13, 14].  Eq 1 is thus used to calculate the exergy of heat transfers across a system boundary, while eq. 2 is 

used to calculate the exergy of the sensible heat transferred by a flow of matter such as ventilation air or 

water.  

       
  

 
 eq.  1 

                  
  

     
   

  

  
  

 
eq.  2 

2.3.1 The exergy demand for heating 

The exergy demand for heating is calculated using the simplified approach as described in [9, 10, 12, 14]. In this 

approach the heat required is supposed to be delivered at the indoor temperature Ti. The exergy demand is 

therefore calculated using eq.  3. 

                              
  

  

  eq.  3 

2.3.2 Room air 

Between the demand for heating (required at Ti) and the emission system (e.g. a radiator) the fictive 

component ‘room air’ , as introduced by [9], is used to account for the exergy losses between emission system 

and demand which are a result of the temperature drop. No energy is lost in this step, but the exergy losses in 
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the ‘room air’ component are a direct result of the mismatch between demand temperature and supply 

temperature.  

2.4 Guidelines for exergy efficient energy systems for the built environment 

The different options for improved energy and exergy performance have been developed using guidelines that 

are based on the exergy principle. Guidelines from the fields of mechanical engineering can be found in 

thermodynamic textbooks such as [3, 15]. Guidelines that are applicable to the built environment can be found 

in for example [10, 16, 17]. Based on literature as well as on previous studies [12, 18] the following guidelines 

are developed for and used in the study presented in this paper:  

Principle 1: Use renewables and other flows of free or waste energy   

This principle is in fact not an exergy based principle, but one of the most important strategies towards 

sustainability and is therefore also explicitly mentioned. It is important to make an inventory of all the free and 

renewable energy potential in order to make - exergetic- optimal use of it. 

Principle 2: Match the quality levels of demand and supply (or in other words: use the lowest quality energy 

input as possible). This principle can be further elaborated into the following guidelines: 

a) Use low temperature heating (LTH) and high temperature cooling (HTC); 

This way exergy of the demand for heating and cooling, which represents a very low exergy demand, is 

still low at the emission system (i.e. radiator or floor heating) and a minimum exergy destruction 

between emission system and the thermal zones of the building takes place; 

b) Minimize temperature differences when exchanging heat;  

c) Use low temperature energy flows existing in or around the building; 

These energy flows include for example the heat from exhaust ventilation air or domestic hot water 

return, possible nearby surface water or waste water from industry.   

d) Use cascading principle (at building or district level); 

When demands at multiple temperature levels are to be met, the principle of cascading can be 

applied, meaning high temperature heat flows are used for high temperature demands, and the return 

flow of this first demand is used to meet demands at lower temperatures. At building level cascading 
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can theoretically be applied between the demand for domestic hot water (DHW) at 60 °C and space 

heating at ca. 30 °C. [10, 16] 

Principle 3: Optimize storage strategies 

Especially renewables and free energy sources are not always available at the time they are required, so when 

using renewable energy or waste flows storage becomes more important in the design of a system. Storage 

should also be optimised using the exergy principle by organizing storage at different temperature levels if 

present [17]; 

Principle 4: Use high quality energy sources as smart as possible 

Also some components that make use of high quality energy input can be exergy efficient for heating purposes. 

In general the exergy efficiency of the system components should be considered rather than the energy 

efficiency. For the built environment the following conversion devices make smart use of the high quality input:  

 A heat pump (which generates more heat or cold than the electricity input) 

For optimal use the temperature lift should be minimized [19]; 

 A cogeneration system (combining the production of heat and power) 

This option is only profitable if both outputs can be used. The electricity production should be large in 

order to have high exergy efficiency. 

Principle 5: Avoid processes known to cause exergy losses 

Exergy destructive processes include: Combustion, resistance heating, mixing, throttling, large driving forces 

(i.e. large temperature differences).   

3 Description of the reference cases 

The dwelling studied is a social sector dwelling located in a multi-family building built in 1960. This dwelling is 

selected since it is a representative apartment of the social sector housing stock in Bilbao. A plan of the 

dwelling is shown in Fig. 2. The net floor area is 52.52 m
2
 and the floor to ceiling height is 2,47 m. The specific 

dwelling considered has 3 external façades, orientated East, West and South, but only two of them (E and W) 

have windows.  
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Fig. 2. Plan of the dwelling. 

The total building consists of six storeys with six dwellings per floor, which means there is a total of 36 

dwellings in the whole building. For the analysis only one dwelling is used and the results are also presented on 

a dwelling level (and not for the 36 dwellings). However, for the development of improved energy the whole 

building is taken into account with regards to the characteristics of certain technologies (such as combined 

heat and power (CHP) devices) or the use of renewables (i.e. 1/36
th

 of the roof surface can be used by each 

dwelling). 

The two reference situations (Case I, without any renovation works and Case II, with the usual renovation 

works) are described in 3.1 and 3.2 respectively; the development and description of the improved options can 

be found in section 4. In the appendix the characteristics of the dwelling are described in detail. 

3.1 Case I. Base Case 

Case I corresponds to the original situation of the dwelling, which represents the dwellings without any 

renovations since it was built in 1960: the façades have no insulation and for all windows single glazing is 

assumed. The space heating system is based on 3 electric heaters and domestic hot water (DHW) is provided 

with a natural gas boiler. Electricity (for lighting and appliances) is provided by the national grid. In the original 

situation there is no controlled ventilation system but ventilation through open windows is assumed. 

3.2 Case II. After Usual Renovation Works 

Bilbao Social Housing renovates about 100 dwellings per year. The majority of these renovations are "dwelling 

scale" renovations. The measures adopted in these renovations are usually similar in every case. Case II 

represents this situation with the usual renovation works, which include placement of insulation (4cm of rock 
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wool installation), replacement of the windows (clear double glazing), central heating using high temperature 

radiators and a natural gas combi-boiler (for both space heating and DHW). Air tightness is improved to 

decrease the infiltration rate, and fixed ventilation rates are assumed according to the Spanish Technical 

Building Code  [20]. 

4 Case III. New proposals based on exergy guidelines.  

To develop new exergy efficient proposals, several options have been considered, based on the guidelines 

mentioned in section 2.4. Three options requiring rather radical interventions have been considered as well as 

three options needing less radical renovation works. All options considered are assessed using steady state 

energy and exergy analyses, and a selection is made for further analysis in [8]. In this chapter the important 

features of the developed cases are described. All detailed characteristics can be found in the Appendix. 

4.1 Considerations 

The development of improved cases considers the total system as shown in figure 1 according to the exergy 

principles, aiming at an optimal solution combining a reduction of the demand, more efficient system 

components and increased use of renewable resources.   

Firstly, for all cases the energy demand is further reduced by increasing the insulation value of the external 

façades (increased insulation thickness to 8 cm). Secondly, for options 1 until 3 a ventilation heat recovery 

system has been assumed, in order to further reduction of the heat to be delivered by the emission system.  

Regarding the emission system the first three options are considered to have a floor heating system, which can 

operate at very low temperatures (35-30 ⁰C). The required heating capacity for these options is 75 W/m² which 

means floor heating is feasible [21], even though attention still has to be paid to comfort issues [22]. The 

options 4 until 6, which should have less radical improvements, are considered to have low temperature 

radiators (40-35 ⁰C). 

The use of available energy flows is also taken into account in the development of the options. The heat from 

exhaust ventilation air is used for heat recovery in the first three cases. Option 4 considers the use of 

ventilation exhaust air as a source for a heat pump, which means only mechanical exhaust is required and no 
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mechanical air supply has to be designed. In options 5 and 6 exhaust ventilation air is not used, which means 

the ventilation system can be natural. Return flows of domestic hot water are not considered.  

Furthermore an inventory of the potential of available renewable resources has been made. The solar 

irradiation on 80% of the total roof surface of the building (360 m², covering a total of 36 dwellings) is 

determined and the potential supply of heat using solar thermal collectors (ST, assuming 44% energy efficiency) 

or electricity using photovoltaic panels (PV, assuming 15% energy efficiency) is investigated.  

Solar thermal collectors are considered more suitable for meeting the Domestic Hot Water demand and less for 

meeting the space heating demand, since the seasons of space heating demand and solar supply do not match. 

For this aim a surface area of 110 m
2
 has been considered most favourable. According to calculations carried 

out with TRNSYS, this area can supply the total DHW demand from May until August, and significant parts 

(>80%) can be met in April and September. When opting for larger surface area’s the overproduction of energy 

in summer becomes very high, while only increasing the supply in winter to a smaller extent. This is illustrated 

in the Fig. 3. 

 

Fig. 3. DHW demand and Thermal Solar energy potential (It represents the DHW demand for the whole 
building of 36 dwellings)  

Photovoltaic energy is considered in all options, the available surface area depending on the use of solar 

thermal energy, which depends on the total system configuration considered. When considering PV to be 

placed on the total roof surface, the total annual electricity demand (for lighting and appliances) can be met, 

though be it with a shortage in winter season and an overproduction in summer. 
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Wind energy (small urban turbines on the roof) has been investigated assuming small urban wind turbines (1 

meter diameter wind turbines). The resulting annual electricity production is estimated about 40 kWh/year 

(1.5 kWh/year per dwelling), which is rather insignificant compared to the solar energy potential. Wind energy 

is therefore not further considered in this study. 

For meeting the remainder of the demand several configurations of a heat pump based system and a CHP 

based options have been considered, as well as one option including both. A heat pump is considered optimal 

for meeting the low quality space heating demand, while the heat output from the CHP can also be used for 

domestic hot water. An air source heat pump is considered, using the outside air as a heat source (only option 

4 also uses ventilation exhaust air as a heat source, as far as available). 

4.2 Options considered. 

All considerations have led to six options described in Table 1, of which schemes are shown in Fig. 4: 

Option 1:  
Drastic / HP 

Using heat recovery,  low temperature floor heating, a heat pump to meet the space 
heating demand, solar thermal (110 m2) and PV (250 m²). 

Option 2: 
Drastic / HP+CHP 

Using heat recovery,  low temperature floor heating, a heat pump to meet the space 
heating demand and CHP for domestic hot water and electricity, and PV (360 m²). 

Option 3:  
Drastic / CHP 

Using heat recovery, medium temperature radiators, a CHP for space heating, domestic 
hot water and electricity, and PV (360 m²). 

Option 4: 
Moderate / HP(+) 

Medium temperature radiators, space heating supplied by a heat pump (also using 
ventilation exhaust air as heat source), solar thermal (110 m2) and PV (250 m²). 

Option 5: 
Moderate / CHP 

Medium temperature radiators, a CHP for space heating, domestic hot water and 
electricity, and PV (360 m²). (similar to option 3 but without heat recovery) 

Option 6: 
Moderate / HP 

Medium temperature radiators, space heating supplied by a heat pump, solar thermal 
(110 m2) and PV (250 m²). 

Drastic =  options with very low temperature heating (floor heating) (35-30 °C) and ventilation heat recovery; 
Moderate = options with low temperature radiator (40-35 °C) 
HP = heat pump; HP(+)= heat pump making use of ventilation exhaust air; CHP = combined heat and power  

Table 1: overview of the improved options developed 
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Fig. 4. Schemes of the improved options developed. 

5 Results and discussion 

5.1 Resulting energy and exergy demands 

The annual energy and exergy demands for all cases are listed in the Table 2. As explained in the methodology 

section the demands for space heating are calculated using the dynamic simulation software TRNSYS. The 

demands for DHW and electricity are considered equal for all cases. 

demand 
Case I Case II Case III, option 1,2,3 Case III, option 4,5,6 

Energy Exergy Energy Exergy Energy Exergy Energy Exergy 

Space 
heating 

26,166 1,035 16,044 613 7,800 305 14,688 555 

DHW 7,031 524 7,031 524 7,031 524 7,031 524 

Electricity 5,466 5,466 5,466 5,466 5,466 5,466 5,466 5,466 

Table 2: Annual energy and exergy demands for all cases studied [MJ/year] 

It can be seen that the measures taken in Case II reduce the energy demand for space heating by ca. 40%. All 

options of Case III have further reduced demand for space heating as a result of higher insulation values; 

options 1 until 3 realize an even larger reduction of the heat demand due to the use of ventilation heat 

recovery. As could be expected the exergy demand for space heating and domestic hot water is much lower 

than the energy demand for these outputs due to the low exergy factor of these demands: In energy terms the 

demand for space heating is the largest demand; in exergy terms however the electricity demand is the largest. 
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5.2 Energy system results and discussion 

5.2.1 Case I and Case II 

In Fig. 5 the (steady state) annual results of the energy systems of Case I and Case II is presented. It shows the 

energy and exergy demand, the energy and exergy losses in the system components and the total primary 

energy input. For primary energy the exergy content equals the energy content, since an exergy factor of 1 is 

assumed for the primary energy, as explained in the appendix. 

 

Fig. 5. Annual results of Case I and Case II: energy and energy demand, energy and exergy losses of the various 
system components and primary energy input (energy equals exergy in this case)  

The results of the two reference cases show that in case I a total system energy efficiency of ca 50% is 

obtained, while for Case II a total system energy efficiency is ca 70%. The total system exergy efficiency is 

around 10% and 16% respectively.  According to an energy analysis the losses in the system are almost solely 

caused by the primary energy conversion for grid electricity (P.E.C. electricity, see Appendix) in case I, and 

some by the boiler and the primary energy conversion for gas supply from the grid for Case II. The exergy 

losses however reveal significant additional losses that are not shown with the energy approach:  

 Exergy losses of the ‘room air’ component, due to the difference in required indoor temperature Ti 

and the temperature  supplied by the emission system (electrical heater and radiator respectively); 

 Exergy losses of the emission system of Case I (electrical boiler) due to conversion of electricity into 

heat; 

 Exergy losses in the boiler due to the conversion of gas into heat. 
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In line with the guidelines mentioned previously it has been tried to avoid these losses in the development of 

the improved options, which are discussed in the next paragraph. 

5.2.2 Case III options 1 until 6. 

The results of the improved options (Case III) are slightly more complex to clearly illustrate, since they include 

the input of renewable energy and ‘free’ outdoor energy. For correctly understanding the results of the 

improved options the following aspects have to be taken into account: 

- The steady state approach involves the inability to take into account daily and hourly profiles. This 

means the demand and input of solar gains are not evaluated hourly and thus the total energy need 

from the grid and total energy returned to the grid is not obtained; only the net monthly electricity 

demand from the grid is calculated.  

- However, a possible monthly surplus of thermal heat from the solar collectors is considered as 

‘unused’ heat and thus not included in the results; 

- In case of the use of a CHP and the total roof covered with PV (cases 2, 3 and 5) the results for the 

summer season show a large surplus of electricity production. In reality this means the output of the 

energy system in these cases (2,3, and 5) is different from the output of the other cases (1, 4 and 6). 

For comparison between the cases, however, it is desired to compare the input required for the same 

output. Since a CHP by definition provides two useful outputs for the same input, it is not possible to 

subtract a part of the input responsible for the electricity overproduction. In order to make the cases 

comparable it has therefore been chosen to reduce the primary energy input with the amount of 

primary energy that - due to the electricity overproduction - does not need to be spent by the national 

grid. This method of making the cases comparable to each other increases the sensitivity of the results 

to the primary energy factor (PEF), as will be further shown in the next paragraph.  

The resulting energy and exergy demands according to the assumptions described above can be seen shown in 

Fig. 6 and Fig. 7. For all cases the primary energy or exergy input for the summer season is very small relative to 

the annual input. This is mainly caused by the fact that in summer there is no demand for space heating and 

there is a lot of electricity overproduction (especially in cases with a CHP, being 2,3 and 5). 
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Fig. 6: Results Case III options 1-6: Annual energy demands (=system output) and energy inputs. 

 

Fig. 7: Results Case III options 1-6: Annual exergy demands (= output) and exergy inputs. 

The results show that the improved options perform significantly better than both reference cases with respect 

to primary energy input. This is caused by a further reduction of the demand for space heating, the use of 

renewable energy sources and the more exergy efficient system components and configuration. 

Of the ‘drastic’ first 3 cases, the results show that Option 2 (with both a heat pump and a CHP) results in the 

lowest primary energy input, since it combines the advantages of the HP and the CHP; The second best case is 

Option 1 using mainly a heat pump.  The performance however depends greatly on the actual component 

characteristics assumed as well as on the primary energy factors, as will be shown in the next paragraph.  
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Of cases 4 until 6 the heat pump cases also show the best performance. Option 4 performs a little better than 

option 6, since it makes use of the ventilation waste heat.  

An analysis of the losses of case III 1 until III-6 during the heating season is shown in Fig. 8.  For each option the 

energy losses and exergy losses per component are shown.  

 

Fig. 8  Energy and exergy losses per energy system component, for each of the improved options considered 
(according to steady state evaluation of the heating season). 

In the analysis of the losses again large differences between the energy and exergy analysis are present. These 

are especially important in the evaluation of the heat pump and the CHP. The energy performance of the heat 

pump is very positive since the heat output is larger than the electricity input (free energy input is disregarded, 

so negative losses are presented); the exergy of the heat output however is smaller than the exergy of the 

electricity input, which means there are exergy losses. The energy performance of the CHP is also more positive 

than its exergy performance, since the low value (i.e. low exergy content) of the heat produced by the CHP is 

not considered in the energy evaluation.  

5.3 Sensitivity analysis 

All results are naturally dependent on the input parameters as described in the appendix. Figure 8 shows that 

for all improved options the biggest losses occur in the primary energy conversion and in the CHP component, 

therefore a sensitivity check of the input parameters used for these components has been performed.   
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The sensitivity to the electrical efficiency of the CHP is shown in Fig. 9 a. For this sensitivity check the total 

energy efficiency (electrical efficiency plus thermal efficiency) is kept constant at 91 % (according to the CHP 

type chosen for the steady state analysis, from [23]) but the electrical efficiency is varied between 20% and 

40%.  The sensitivity of the resulting primary energy input for options 5 and 6 on the primary energy 

factor(PEF) for (national grid) electricity production is shown in Fig. 9 b. The PEF is varied between 2.00 and 

2.80; the current PEF for Spain according to [24] is 2.21. 

  

Fig. 9. (a): Sensitivity of the net primary energy input of option 5 to the electrical efficiency of the CHP (left 
graph), and (b): Sensitivity of the net primary energy input of options 5 and 6 to the primary energy factor for 

electricity from the national grid (right graph). 

As could be expected from the analysis of the exergy losses, the results are very sensitive to the primary energy 

factor for electricity production as well as on the actual performance of the CHP. This means it is important to 

take these factors into account when selecting promising options. Also scenarios for future developments of 

these aspects could be considered. 

5.4 Selected options 

For further investigation in part II of this paper [8] Option 1, 5 and 6 have been chosen. Option 2 performs best 

but this is considered not a feasible option due to the high costs of using both a heat pump and a CHP. In a 

larger scale case study this configuration might be an option. 

6 Conclusions and recommendations 

This paper has demonstrated the added value of the exergy approach in the analysis and development of an 

energy system for the built environment, in this case a social dwelling in Bilbao, Spain. It has shown that an 

exergy analysis reveals thermodynamic losses that are not revealed using energy analysis. Additionally it has 

shown that taking into account the exergy approach and the exergy guidelines in the development of an energy 

system configuration for this dwelling resulted in significantly reduced primary energy input compared to both 
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the original situation and the situation with usual retrofitting works. This reduction was caused by a further 

reduction of the demand, the use of renewable resources, the exergy efficiency of the energy system 

components and an exergy conscious design of the system as a whole.  

It has been shown with the sensitivity analysis that the influence of specific component characteristics on the 

final results can be very large. The system is more sensitive to parameters of components causing the largest 

exergy losses. The results of this study have shown to be especially sensitive to the primary energy factor for 

electricity production and to the electrical efficiency of the CHP unit.  

For further development of the energy system the exergy losses should be analysed into more detail and an 

optimization between exergy efficiency and other objectives, such as costs should be performed. A detailed 

analysis is performed in part 2 of this paper [8]. 
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Appendix 

In this appendix the building characteristics of the dwelling shown in chapter 3 and the operational aspects 

relevant to its energy performance are presented. The data are based on reference values given by TRNSYS, 

CTE (Spanish Technical Building Code) and The Institute for Energy Diversification and Saving [25]. 

A.1 Geometrical and construction data 

The dwelling has been modelled divided into two zones. Extensive research has been done in other simulations 

to investigate the influence on the results of the single zone model versus a model divided into more zones. 

Since the differences are relatively small and the final aim of the project is to investigate the added value of 
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exergy analysis in the evaluation and development of the total systems, the choice to use a simplified model of 

2 zones has been made. 

A.2  Construction data 

A dwelling on the 4th floor of a multifamily building of 6 floors has been chosen, so the ceiling and floor of the 

study case have been considered adiabatic in the TRNSYS simulation. The physical properties of the building 

envelope components are presented in Table A. 1.  

No 
Function 

(*1) 
Or. 

Area 

 [m2] 

CASE 1 CASE 2 CASE 3 

U-Value 
[W/m

2
K] 

g-Value 
U-Value 
[W/m

2
K] 

g-Value 
U-Value 
[W/m

2
K] 

g-Value 

1-3 Façade W,S,E 56.9 1.49 - 0.59 - 0.375 - 

4-5 
Internal 
partition 

N 17.68 2.39 - 0.70 - 0.70 - 

6-7 
Ceiling and 

floor 
Hor. 3.97 2.23 - 2.23 - 2.23 - 

W 
Windows 

(*1) 
E, W. 10.55 5.68 0.855 2.83  0.755 2.83  0.755 

(* 1) Values for Solar Absorbance, Convective heat Transfer coefficient and Fsky are according to the standard values 

provided by TRNSYS. 

(*2) For windows only the U value of the glass is presented. The frame covers 15% of the total window surface and has a U-

value of 2,15 W/m²K in all cases. 

Table A. 1. Physical properties of the building envelope components 

A.3 Schedules and dwelling operation 

A.3.1 Overview 

Table A. 2 summarizes the different schedules for all relevant dwelling operation aspects.  It is noted that in the 

original situation there is a large infiltration rate but no controlled ventilation system is present; for this case it 

is assumed that the windows are one hour a day for fresh air (see ventilation column). 

 Infiltration Ventilation Internal Gains 
Heating 

Operation 
Demands 

 [(m
3
/h)/m

3
] [(m

3
/h)/m

3
] [kJ/h] [ºC] [w/m

2
] [l/h] 

 CI CII&III CI CII&III Occup. Lighting Appl. 
Set-Point 

Temp. 
Elect 

Demand 
DHW 

Demand 

00.00-06.00h 1.3 0.24 0 1.72 12,64 1,58 1,58 17 0.88 0 
06.00-07.00h 1.3 0.24 0 1.72 12,64 1,58 1,58 17 0.88 11 
07.00-08.00h 1.3 0.24 4 1.72 3,17 4,75 4,75 20 2.64 11 
08.00-09.00h 1.3 0.24 0 1.72 3,17 4,75 4,75 20 2.64 11 
09.00-15.00h 1.3 0.24 0 1.72 3,17 4,75 4,75 20 2.64 4 
15.00-18.00h 1.3 0.24 0 1.72 6,34 4,75 4,75 20 2.64 4 
18.00-19.00h 1.3 0.24 0 1.72 6,34 7.92 7.92 20 4.4 4 
19.00-21.00h 1.3 0.24 0 1.72 6,34 15,84 15,84 20 8.8 8 
21.00-23.00h 1.3 0.24 0 1.72 6,34 15,84 15,84 20 8.8 4 
23.00-00.00h 1.3 0.24 0 1.72 12,64 7.92 7.92 17 4.4 4 

Table A. 2. Schedules and operation values assumed in TRNSYS model 
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A.3.2 Notes and references 

Alls schedules in this study are based on CTE and [25]. However, since no difference between weekdays and 

weekends is assumed in this paper some adaptations to the scheduled from these sources have been made. 

Additional information for some items is provided below. 

A.3.2.1  Air infiltration and ventilation 

In the original situation as it was built in the 1960’s there is no controlled ventilation. Therefore manual 

ventilation (opening windows) is assumed for an hour with an air change rate of 4 (m
3
/h)/m

3
, whilst Infiltration 

airflow rate is assumed constant at 1,3 (m
3
/h)/m

3
 in the dwelling. 

For study cases II and III the minimal requirements according to [20] and [25] are followed. This leads to a 

constant ventilation rate of 1,72(m
3
/h)/m

3
 and a constant infiltration rate of 0,2 (m

3
/h)/m

3
.  

The reduced infiltration airflow rate of case II and III is mainly due to the better air tightness of window frames.  

The retrofitted case also will consider an extra air change rate of 0,24 (m
3
/h)/m

3
 in ventilation.  

A.3.2.2 Set point Temperatures 

The setpoint and setback temperature shown in table A.2 are based on the criteria given by IDAE [25] Annex III. 

However, the TRNSYS software is programmed in such a way that the ideal heating demand calculation in 

principle reacts to the air temperature of a thermal zone, while for a more correct evaluation of comfort the 

operative zone temperature (Top) should be controlled. This control is in TRNSYS obtained using eq. A. 1 and eq. 

A. 2, where Tmean_surf is the average surface temperature of all surrounding (wall and window) surfaces in the 

zone. Tmean_surf  is result of the TRNSYS simulation. (The set-point temperature is for this reason modelled as an 

input from the TRNSYS studio instead of a direct value in the TRNBUILD program). 

    
               

 
 eq. A. 1 

                                  eq. A. 2 

A.3.2.3 Electricity Demand 

The electricity demand schedule is based on the IDAE criteria for internal gains, assuming that all heat gains 

from lighting and appliances are a result of electricity consumption.  The electricity Demand sums up to 

14977,45 kJ/day, which equals 4,16 kWh/day  and 1518,55 kWh/year 
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A.3.2.4 Domestic Heating Water Demand (DHW) 

The schedule assumed for the DHW demand is based on profiles defined in [25], which is similar to the profiles 

as described in [26]. A daily demand of 101 litres of warm water is assumed, according to the schedule shown 

in Table A. 3, with a desired (output) temperature of 60 ºC. The water supply temperature is calculated using 

eq. A. 3, with an annual average supply temperature assumed at 15,4 ºC. 

             
    
                

             
    
            

             

 
 

eq. A. 3 

Thus, the DHW supply temperature follows the outdoor temperature in a tempered way. In addition the 

minimum temperature is 1,8 degrees and the maximum is 26 degrees (since the highest outdoor temperature 

in Bilbao in the EPW data files for a typical year is 30,6 ºC, 27th of July at 5.00 PM) 

A.4 Energy system components 

In table A.3 the assumed properties of the energy systems components are presented: Energy Efficiency  (if it 

is a fixed value), Inlet Exergy Factor, Outlet exergy Factor, and temperatures used for calculating the exergy 

factor when applicable. Equation 1 and 2 used for the calculation of the exergy factor are explained in section 2 

of this paper. 

Component 
INPUT OUTPUT 

Tinl Tret F Tinl Tret F 

Demands 
Space heating N/A Ti 1 

N/A DHW N/A 60 ºC eq. A. 3. eq.  2 

Electricity N/A N/A 1 

Emission systems 

Elect. heater 1 N/A 1(Electricity) 150 ºC eq.  1 

H.T. Rad. 0.9 70 ºC 55º C eq.  2 70 ºC 55º C eq.  2 

M.T. Rad. 0.9 40 ºC 35 ºC eq.  2 40 ºC 35 ºC eq.  2 

L.T. Rad / floor 0.9 35 ºC 30 ºC eq.  2 35 ºC 30 ºC eq.  2 

Conversion components 

Boiler 0.9 N/A 0.95 (NG) DHW or emission system eq.  2 

Heat Pump (*1) N/A 1(Electricity) 35 ºC 30 ºC eq.  2 

CHP 
(elec/thermal) 

0.28/ 
0.63 

N/A 0.95 (NG) 80 ºC 60 ºC 
1(Electricity) / 

eq.  2 

Solar Thermal 0.44 N/A 0.95 (Sol) 80 ºC Type 4 eq.  2 

PV 0.15 N/A 0.95 (Sol) N/A 1(Electricity) 

Storage 

H.T. TES 0.9 80 ºC 60 ºC eq.  2 (DHW) 

M.T. TES  0.9 60 ºC 40º C eq.  2 40 ºC 35 ºC eq.  2 

Primary energy conversion (P.E.C.) of grid electricity and grid gas. 

P.E.C. elec 0.45(*2) 
Primary energy, F is assumed 1 (*3) 

1(Electricity) 

P.E.C. gas 0.93 (*2) 0.95 (NG)  
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(*1) The COP of the heat pump is calculated assuming a performance of 50% of the Carnot COP [19]. 

(*2) These values are the inverse of the following primary energy factors taken from  [24]: PEFElect= 2.21 and PEFNG=1.07, for 

electricity and gas respectively. 

(*3) the exergy content of the primary energy is in fact dependent on the mix of resources used to obtain the energy 

output. But this calculation is out of the scope of this research. 

Table A.3: Properties of the energy system component for each case 

Nomenclature 

A [m
2
] Area 

cp [J kg
-1

 K
-1

] Isobaric heat capacity 

E [J] Electricity 

En [J] Energy 

Ex [J] Exergy 

F [-] Exergy Factor (Exergy to energy ratio) 

H [J] (space) heating 

Q [J] Heat  

Qsens [J] Sensible heat 

T [K] Temperature (⁰C if explicitly mentioned) 

U [W m
-2

 K
-1

] Heat transfer coefficient 

V [m
3
] Volume 

Greek symbols 

 [-] Exergy Efficiency 

 [-] Energy Efficiency 

Subscripts 

0 Reference 

dem Demand 

i indoor 

inl Inlet 

op Operative (Temperature) 

outp output 

ret return 

sp Set-point (Temperature) 

sup Supply 

Abbreviations (also used as subscript) 

CHP Combined Heat and Power (Cogeneration) 

DHW Domestic hot water 

H.R.U. Heat recovery unit 

H.T. High temperature  

L.T. Low temperature 

M.T. Medium temperature 

NG Natural gas 

P.E.C. Primary energy Conversion 

P.E.F. Primary energy factor 

PV Photo Voltaic (energy) 

S.T. Solar thermal (energy) 

TES Thermal energy storage 

V.L.T. Very low temperature 
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Abstract  

This paper presents a study of the usefulness of the exergy approach in the development of energy systems for 

the built environment. The energy and exergy performance of five different energy systems for a social 

dwelling in a multifamily building from 1960’s in Bilbao (Spain) are studied; two reference cases as well as three 

improved options. The total energy chain is considered from the energy demand to the energy resources and 

the analyses are performed using dynamic simulations.  The exergy losses of energy system components are 

identified and quantified and efficiency values in terms of energy and exergy are evaluated. Based on an 

analysis of the exergy losses further improvements are investigated. This study has shown the exergy concept 

to be a useful addition to the energy concept, giving a more rational analysis than an analysis solely based on 

the energy concept. It has also shown that identification and quantification of exergy losses can support the 

further improvement of energy system configurations, leading to a further reduction of exergy losses and thus 

a further reduction of high quality energy use.   

KEYWORDS: Exergy Analysis, Building Simulation, Exergy design principles, building retrofitting. 
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1 Introduction 

Developing sustainable energy systems is becoming more and more important in today’s world due to the 

depletion of fossil energy resources and the global warming problems related to the use of these resources. 

Reducing the need for energy sources is a key factor in the development towards a sustainable energy future 

[1]. The built environment uses more than 40% of the total final energy consumption in the European Union 

[2]. A significant share of the energy use in buildings is related to heating and cooling and thus to near-

environmental temperatures at around 20 C. Due to this temperature level, the energy demand for heating 

and cooling in the built environment is mainly a demand for “low quality” energy. However, this demand is 

usually met by high quality energy carriers, such as fossil fuels or electricity. The building sector has a high 

potential for improving the quality match between energy supply and demand and thereby reducing the 

required input of high quality energy sources.  

Exergy is a thermodynamic concept which can be regarded as the quality of a form of energy, by expressing the 

maximum theoretical work that can ideally be obtained from it in a given reference environment. In ideal 

energy conversion processes no exergy is lost, but in any real process exergy destruction takes place; exergy is 

therefore a more rational measure of the performance of an energy conversion process than energy [3]. 

Originally the concept was primarily applied to chemical processes and thermal plant analysis [4]. An extensive 

number of studies has been carried out in the last decades in this field, such as [5,6,7]. 

The exergy approach in the built environment is relatively new but may be considered an emerging field of 

science. The concept has been used in building efficiency studies with several international research projects, 

such as IEA ECBCS Annex 37 [8] and Annex 49 [9]. Also several studies on energy systems used in the built 

environment can be found in the last years, such as [10, 11, 12, 13, 14, 15, 16], to name but a few. Most exergy 

studies in the built environment are based on steady state calculations. Exergy analysis may also be fruitfully 

applied to renewable energy-based systems in order to identify the optimal use of the available renewable 

sources [17]. 

This paper applies the exergy approach to the assessment and development of (more efficient) energy systems 

for a social dwelling located in Bilbao, Spain. The exergy approach used in this study consists of two steps of 

which this paper describes the second one. In the first step promising energy scenarios were developed based 

on exergy principles and a steady state evaluation has been performed, as described in a previous research 
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article [18]. In the present paper more detailed dynamic calculations have been performed for the two 

reference cases and the three most promising solutions presented in [18]. In addition the analysis of exergy 

losses occurring in each energy system component is used to assist the further improvement of the promising 

solutions, aiming at a further reduction of exergy losses.  

2 Methodology 

Like many exergy studies applied in buildings, this work also has been carried out using an input – output 

approach, described in [10] and [19]. The energy chain considered consists of the energy demand of the users 

of the building (heating, domestic hot water and electricity - cooling is not considered), the energy 

transformation components for conversion, storage and distribution of energy, and finally the resources.  A 

scheme of the energy chain is shown in Fig. 1. 

 Fig. 1. Scheme of the energy chain  

 

2.1 Dynamic energy simulation 

The analysis has been performed using dynamic simulations by means of the well-known transient energy 

simulation software TRNSYS (V17). The energy demands for space heating are modelled using TRNSYS type 56. 

The study cases and related systems components, described in section 3, have been modelled and simulated 

according to the parameters presented in the Appendix. The weather data used for the city of Bilbao are 

obtained from the Meteonorm database available within TRNSYS. 

2.2 Exergy calculation 

The exergy values are calculated for each time-step (1-hour) of the simulation, based on the energy values and 

the relevant temperatures. This means the exergy calculations are in fact semi dynamic. Only sensible heat is 

taken into account in accordance with [20]. The reference environment is therefore simplified to the reference 
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temperature T0 only, for which the varying outdoor temperature at each simulation time-step is taken, as 

recommended in [19].  

The exergy of an amount of energy is calculated by multiplying the energy with its related exergy factor (F). For 

heat at constant temperature T this can be calculated by means of eq.  1; for sensible heat of an amount of 

matter eq.  2 can be used (see also [10,18,21]).  

T

T
 -1=F(Q) 0  eq.  1 











 1

2

12

0

12sens
T

T
ln

TT

T
 -1=)T-T,F(Q  

 
eq.  2 

The Exergy factors of inputs and outputs of the energy system components and of used fuels used are given in 

the Appendix. For Primary Energy the exergy content equals the energy content, since an exergy factor of 1 is 

assumed for the primary energy as is further explained in the appendix. 

2.3 Electricity Production and calculation of the net primary energy input 

In some energy system solutions presented electricity is produced at building level (e.g. by solar PV panels). No 

electricity storage is considered and therefore in each simulation time step there can be either a need for 

additional electricity supply from the grid or an overproduction at building level which has to be sent back to 

the grid. This means on an annual basis the sums of all electricity balances at each time-step results in: 

 An annual amount of electricity input delivered by the grid, (Edel);  

 An amount of electricity exported to the grid   (Eexp).  

In order to evaluate the performance of the energy systems components these values are presented 

separately. However, in order to compare the different case studies the required primary energy input for the 

same output has to be compared and therefore the “Net Primary Energy Input” (NPE) is calculated using eq.3, 

according to [22]. 

     iEiidelEidel PEFEPEFENPE exp,,exp,,,,  
eq.  3    

where the primary energy factor for delivered electricity (PEFE,del) equals the primary energy factor for 

electricity exported to the grid (PEFE,exp).  
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3 Description of the Case Studies 

The dwelling studied is a social sector dwelling located in a multi-family building built in 1960. The net floor 

area is 52.52 m
2
 and the plan is depicted in Fig. 2. The floor to ceiling height is 2.47 m. The dwelling has 3 

external façades, oriented East, West and South, two of them (E and W) having windows. More detailed 

information about the dwelling the operation schedules (e.g. temperature set-points and internal gains) and 

the assumed energy systems can be found in the Appendix.  

 Fig. 2. Plan of the dwelling. 

For the analysis only one dwelling is considered and the results are also presented on a dwelling level. The total 

building however consists of 36 dwellings and for the developed energy concepts the possibility of using the 

roof of the total building for solar energy as well as the use of larger equipment to serve the whole building is 

taken into account. The five case studies of this dwelling - two reference cases and three improved cases are 

described in the following sections and illustrated in Fig. 3. Further optimization of the three improved 

scenarios is described in section 5.  

3.1 Case I and II. Reference Cases 

There are two reference situations: Case I corresponds to the original situation of the dwelling, which 

represents the dwelling without any renovations since it was built in 1960. Case II represents the dwelling after 

standard renovation carried out by Bilbao Social Housing, which includes placement of insulation (4 cm of rock 

wool installation) replacement of the windows (clear double glazing), central heating using high temperature 
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radiators and a natural gas combi-boiler. Air tightness is improved, and fixed ventilation rates are assumed 

according to the Spanish Technical Building Code [23] 

3.2 Case III. New proposals based on exergy guidelines.  

In the previous study [18] six improved scenarios were developed and studied by means of steady state exergy 

analyses. Three of them have been selected for evaluation under dynamic conditions in the present paper. 

Option 1 has been selected for it has the second best performance, after option 2, while being financially more 

feasible. Options 5 and 6 have been selected since these do not require the rather drastic revisions of 

mechanical ventilation and floor heating. The selected options have been renamed and they will be called Case 

III Option A, Option B and Option C. For all options increased insulation values of external facades and windows 

are assumed. The characteristics are described in the Appendix. 

3.2.1 Case III- Option A 

Case III-Option A represents the case with the most drastic improvements: A ventilation Heat Recovery system 

and a very low temperature floor heating system (35-30C) are assumed. The space heating demand is met by 

a heat pump. Solar thermal collectors and PV panels are included (110 m² and 250 m² respectively for the 

whole
 
building of 36 dwellings). The remaining heat demand for domestic hot water is produced by a 

condensing boiler. Option A corresponds to Option 1 in [18].  

3.2.2 Case III - Option B 

A moderate improvement has been studied in option B assuming a low temperature heating system (40-35C), 

which can be realised with radiators. Space heating and domestic hot water demands are met by a collective 

combined heat and power unit (CHP), which also produces electricity (see also §2.3). No heat recovery unit is 

assumed and 360 m
2
 of PV panels (for the total of 36 dwellings) is considered. This option corresponds to 

Option 5 in [18]. 

3.2.3 Case III - Option C 

Case III - Option C is similar to option A but with less drastic improvements at building level; no heat recovery 

system is assumed and instead of very low temperature floor heating a low temperature emission system (40-

35 C) is regarded. Space heating is generated by a heat pump. The system includes solar thermal collectors for 

domestic hot water and PV panels (110 m² and 250 m² respectively). The remaining domestic hot water 

demand is provided by a condensing boiler. This option corresponds to Option 6 in [18].  
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3.2.4 Overview of the options 

The main features of each studied scenario are presented in Table 1; In the Appendix the details of the energy 

system components of each case are presented. The schemes of the scenarios are presented in Fig. 3. 

  
U-Value 
(Façade) 

U-Value 
(Windows) 

Use of Exhaust 
air 

Heating system Electricity 

CASE I 1.49 5.68 No Electric resistance Grid 
CASE II 0.59 2.63 No Gas Boiler with High Temp Grid 

CASE III 
Option A 

0.375 2.63 
Heat Recovery HP Grid 

Option B No CHP Grid + CHP 
OptionC No HP Grid 

Table 1. Highlights of the dwelling for each studied scenario. 

 

Fig. 3 Detailed schemes of the reference cases (Case I and II) and the improved options selected (Case III, 
options A, B and C).   
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4 Dynamic analysis: results and discussion 

4.1 General results 

In Table 2 the resulting energy demands as well as primary energy input for all cases is presented.  

Anual results CASE I CASE II CASE IIIa CASE IIIb CASE IIIc 

MJ/year Energy Exergy Energy Energy Energy Exergy Energy Exergy Energy Exergy 

DEMANDS                     

Heat Demand 26166 1035 16044 613 7560 308 14375 555 14375 555 

DHW 7031 524 7031 524 7031 524 7031 524 7031 524 

Elect. App & Light. 5466 5466 5466 5466 5466 5466 5466 5466 5466 5466 

Electricity exported - - - - 1946 1946 12269 12269 1843 1843 

P.E. Inputs 
  

   

Total P.E. Input ) 78164 41634 14772 48441 18826 

Net P.E. Input (see §2.3) 78164 41634 10478 21351 14760 

Renewable Energy - - - - 8606 4275 5427 5427 8606 4275 

Table 2. Annual energy and exergy demands and P.E inputs †. 

The energy demand of Case I is 26.166 MJ/year and in case II it is reduced to 16.044 MJ/year. The exergy values 

are 1035 and 613 MJ/year respectively. Case III-Option A results in a demand for space heating of 7560 MJ/year 

due to the use of ventilation heat recovery, while cases III- Options B and C have a space heating demand of 

14375 MJ/year, being a little lower than Case II.  The exergy demand of all cases is considerably lower than the 

energy demand, as is previously explained in [18]. As can be seen all improved options (Cases III) include 

electricity exported to the grid. The net primary energy input is calculated as explained in 2.3. 

The resulting net primary energy input as obtained from dynamic analysis confirm the results obtained in the 

previous steady state study. As could be expected, Case III-Option A is the best performing case, because it 

includes ventilation heat recovery and very low temperature (floor) heating emission system. As described in 

[18] the results are quite sensitive to the actual components characteristics as well as on the primary energy 

factor for national electricity production. The detailed analysis of the losses can be found in the next paragraph. 

4.2 Detailed analysis of exergy losses of system components 

The related values for energy and exergy for each component in every case can be found in Table 3 and Table 

4. The different calculation assumptions are explained in the Appendix. 

                                                                 
† Authors’ note: The results presented in this paper are somewhat different than those presented in [18], 
showing slight differences in three energy demand values. This is caused by the fact that the results 
in [18]were obtained using a 0.25h-timestep, although it mistakenly stated that a 1 hour timestep was 
used. These minor differences do not influence any of the conclusions or relevance of either paper. 
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Of each case the performance of the energy system components is summarized (Table 3 and Table 4), by using 

the following parameters: 

  - (annual) energy efficiency, defined as: (used energy output) / (total energy input) 

 L - (annual) energy  losses, defined as: (total energy input) – (used energy output) 

  - (annual) exergy efficiency, defined as: (used exergy output) / (total exergy input) 

 D - (annual) exergy  destruction, defined as: (total exergy input) – (used exergy output) 

4.2.1 Detailed results of Case I and Case II. 

The results of Case I and Case II are presented in Table 3. In this table energy and exergy efficiency values ( 

and  respectively) as well as energy losses (L) and exergy destruction (D) in each component are presented. 

 CASE I CASE II 

 

Output 
En (Ex) 
[MJ/y]

Input 
EN (Ex) 
[MJ/y] 





L (D) 
[MJ/y] 

Output 
En (Ex) 
[MJ/y]

Input 
EN (Ex) 
[MJ/y] 





L (D) 
[MJ/y] 

Component 
   

 
   

 

Room Air 
26166 
(1035) 

26166 
(8712) 

-    
(0.12) 

- 
(7677) 

16044 
(613) 

16044 
(2563) 

-      
(0.24) 

-       
(1950) 

Electric Heater 
26166 
(8712) 

26166 
(26.166) 

1.00 
(0.33) 

0 
(17454) 

N/A 

H. Temp. Radiator N/A 
16.044 
(2563) 

17826 
(2848) 

0.90 
(0.90) 

1783  
(285) 

Boiler 
7031  
(524) 

7813 
(7422) 

0.90 
(0.07) 

782 
(6899) 

24857 
(3372) 

27620 
(26239) 

0.90 
(0.13) 

2763 
(22867) 

P.E. Transf. (NG) 
7813 

(7422) 
8360 

(8360) 
0.93 

(0.89) 
547 

(938) 
27620 

(26239) 
29553 

(29553) 
0.93 

(0.89) 
1933 

(3314) 

P.E. Transf. (Elec) 
31632 

(31632) 
69804 

(69804) 
0.45 

(0.45) 
38172 

(38172) 
5466 

(5466) 
12081 

(12081) 
0.45 

(0.45) 
6615 

(6615) 

Table 3. Annual performance of the energy system components used in cases I and II. ( = energy efficiency; L 
= energy  losses;  = exergy efficiency; D = exergy  destruction) 

For both reference cases the largest energy losses occur in the primary energy conversion for electricity 

production. From the exergy values however it can be seen that apart from the electricity production large 

thermodynamic losses are present in the conversion of either electricity (Case I) or gas (Case II) into heat. These 

heating methods (resistance heating and combustion for heating) are therefore avoided in the improved 

options. Also, for both reference cases the losses in the component ‘room air’, showing the mismatch between 

the temperature of the heat supplied to the room and the temperature of the heat required, are significant: in 

Case I (where 150 C on the heater surface is considered) the exergy output of the electrical heater is 8712 

MJ/year to cover an exergy heat demand of 1035 MJ/year, which means that almost a 90% of the exergy is lost 
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in the mismatch. Case II shows smaller losses (also due to a lower demand), but there is still a significant 

mismatch between demand and supply. This is also improved in Cases III by using low temperature heating 

systems. 

4.2.2 Detailed results of Cases III (A, B, C) 

As in the previous section, energy and exergy efficiency, energy losses and exergy destruction values are 

presented in Table 4. This table is based on all the flows depicted in Fig. 3 and calculated by TRNSYS V17. 

The results of Case III (Options A,B and C) are also graphically shown in Fig 4, Fig 5 and Fig. 6, where the losses 

occurring in each system component are presented. Also the relative contribution of each component to the 

total exergy losses of non-renewable primary energy is shown in the red bars in the upper part of each figure. 

 OPTION A OPTION B OPTION C 

 Outp En 
(Ex) 

[MJ/y] 

Inp         
EN (Ex) 
[MJ/y] 





L (D) 
[MJ/y] 

Outp   
EN (Ex) 
[MJ/y] 

Inp         
EN (Ex) 
[MJ/y] 





L (D) 
[MJ/y] 

Outp  
En (Ex) 
[MJ/y] 

Inp         
EN (Ex) 
[MJ/y] 





L (D) 
[MJ/y] 

Comp. 
   

Room Air 7560 
(308) 

7560 
(598) 

-  
(0.52) 

-  
(290) 

14375 
(555) 

14375 
(1334) 

-  
(0.42) 

-  
(779) 

14375 
(555) 

14375 
(1334) 

-  
(0.42) 

-  
(779) 

V.L.T. Heating 
7560 
(598) 

8400 
(664) 

0.90 
(0.90) 

840 
(66) 

N/A N/A 

L. T. Heating N/A 
14375 
(1334) 

15973 
(1482) 

0.90 
(0.90) 

1597 
(148) 

14375 
(1334) 

15973 
(1482) 

0.90 
(0.90) 

1597 
(148) 

Heat Pump 
8400 
(664) 

1557 
(1557) 

5.40 
(0.43) 

-6843 
(893) 

N/A 
15674 
(1450) 

3335 
(3335) 

4.70 
(0.43) 

-12339 
(1885) 

TES (LT) N/A 
15973 
(1482) 

17747 
(2265) 

0.90 
(0.65) 

1775 
(783) 

N/A 

TES (HT) 
4158 
(225) 

4569 
(435) 

0.91 
(0.52) 

411 
(210) 

24778 
(2789) 

27532 
(4801) 

0.90 
(0.58) 

2754 
(2012) 

4158 
(225) 

4569 
(435) 

0.91 
(0.52) 

411 
(210) 

CHP N/A 
34729 

(14837) 
38164 

(36256) 
0.91 

(0.41) 
3435 

(21419)  

Aux.Boiler 
(DHW) 

2873 
(299) 

3193 
(3033) 

0.90 
(0.10) 

319 
(2734) 

3489 
(650) 

3876 
(3682) 

0.90 
(0.18) 

388 
(3032) 

2873 
(299) 

3193 
(3033) 

0.90 
(0.10) 

319 
(2734) 

Aux. Boiler 
(Heat) 

N/A N/A 298 (32) 
332 

(314) 
0.90 

(0.10) 
34 

(282) 

P.E. Transf. 
(NG) 

3193 
(3033) 

3418 
(3418) 

0.93 
(0.89) 

225 
(385) 

42040 
(39938) 

44983 
(44983) 

0.93  
(0.89) 

2943 
(5045) 

3525 
(3347) 

3771 
(3771) 

0.93  
(0.89) 

246 
(424) 

P.E. Transf. 
(Elect from 

the Grid) 

5137 
(5137) 

11354 
(11354) 

0.45 
(0.45) 

6217 
(6217) 

1565 
(1565) 

3458 
(3458) 

0.45 
(0.45) 

1893 
(1893) 

6812 
(6812) 

15055 
(15055) 

0.45 
(0.45) 

8243 
(8243) 

Table 4. Annual performance of the energy system components used in case III, options A, B and C. ( = energy 
efficiency; L = energy  losses;  = exergy efficiency; D = exergy  destruction) 
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Fig. 4. Detailed analysis of the input and output in each component of the system. (Case III-Option A) 

 

 

Fig. 5. Detailed analysis of the input and output in each component of the system. (Case III-Option B) 
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 Fig. 6. Detailed analysis of the input and output in each component of the system. (Case III-Option C) 

4.2.3 Discussion 

The reduced demands of case III are discussed in the previous paragraph. Related to the exergy losses of 

system components also many improvements can be identified: Due to the low temperature heating system 

the losses in the ‘room air’ component are reduced compared to Cases I and II: the output of the low 

temperature floor heating is 598 MJ/year (Table 4) to cover the exergy demand for heating of 302 MJ/year, 

which means an exergy loss of about 50% in the mismatch, quite less than the case I and II.  

The negative energy losses of the heat pump presented in Table 4 are the result of not considering the free 

energy taken from the environment. In exergy terms the energy of the environment is by definition 0 exergy, 

thus the exergy losses of the heat pump represent the true exergy losses.  The heat pump appears on the 

energy analysis to be the best performing component; however, in the exergy analysis it can be seen that there 

are still thermodynamic losses and the related ideal improvement potential can be identified. 

From Fig. 4-6 it becomes clear that for Case III options A and C, (using a heat pump) the largest energy losses 

take place in the primary energy conversion for electricity i.e. the national electricity grid. The other losses are 

in energy terms all rather insignificant. In exergy terms however the losses of the auxiliary boiler are also 

important, which is even more striking when considering the small contribution of the auxiliary boiler to meet 
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the total demand (see Fig. 4-6 and Table 4). Also the heat pump has significant losses according to the exergy 

principle. 

In Case III Option B the biggest losses take place in the CHP, which also supplies most of the demand. It has to 

be taken into account that these losses from table 5 relate to the losses related to the total output including 

the large amount of electricity exported (see 3.3.3). Other relevant losses include the primary energy 

transformation and the thermal energy storage components. 

5 Further improvements 

The losses discussed in the previous section represent the thermodynamic ideal improvement potential of the 

system under consideration and point out the directions for improvement. In section 5.1 recommendations to 

further improve case III Options A, B and C are given. In section 5.2 some recommendations for Case III Option 

A have been tested using dynamic analyses. Case III Option A has been chosen since it represents the most 

ambitious energy concept and further improving it will show the highest potential of the exergy approach.  

In practice the optimization of energy concepts usually has multiple criteria, such as costs or environmental 

impact. Some optimization strategies based on the exergy approach can be found in literature [24, 25, 26] but 

this is not further treated in this paper. The improvements sought in this research article relate to 

thermodynamic improvements, i.e. the reduction of exergy losses leading to a reduction of the input of (non-

renewable) resources.  

5.1 Recommendations based on analysis of exergy losses 

From the identified exergy losses the directions for further improvements can be found. For the heat pump 

cases (Case III, options A and C) a main objective could be to minimize the use of the auxiliary boiler, for 

example by preheating the DHW using the heat pump. Furthermore the primary energy conversion losses are 

very large. It can be investigated whether increasing the ratio of PV on the roof will improve the total 

performance, although a negative consequence due to increased use of the auxiliary boiler should be avoided.  

For option B a CHP with a higher electrical efficiency will increase the exergy efficiency of the CHP and thereby 

of the total system. The overproduction of electricity will however only make sense when a nearby electricity 

demand can be met. 
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For both options increasing the input of renewables (for example electricity from a nearby wind mill or biomass 

for the CHP) will decrease the primary energy input.  

The exergy losses of renewable resources are also quite substantial. This is due to the fact that solar radiation is 

also high exergy and in case of the solar thermal collectors the output is low exergy heat. However, its 

exploitation with low exergy efficiencies has not the same relevance as in the case of fossil fuels. Solar energy is 

abundant and its destruction takes place anyway, regardless of human caption. The main problem with 

renewable sources is their availability. For this reason, more exergy studies in detail about storage systems and 

their repercussion on the global performance of the system could be interesting in further investigations.   

Greater improvements can be achieved when the system boundaries of the improvements are shifted from the 

building level to the community level, since this increases the potential of for example using waste heat or 

applying the principle of cascading [19, 27]. 

5.2 Further improving Case A 

According to the aforementioned recommendations, further improvements of Case A have been simulated. 

Three improved configurations have been evaluated. 

5.2.1 Improvement 1. Increasing the PV area  

 As previously stated, the highest losses in option A take place in the production of Electricity from the Grid. For 

that reason, reducing the electricity need from the grid will be a good strategy to reduce P.E. input. For this 

aim, increasing the ratio of PV area on the roof in order to improve the total performance has been considered 

as potential improvement. However, this strategy can have a negative impact due to the reduction of supply 

from solar thermal panels (ST), which implies the increased use of the auxiliary boiler for DHW. Therefore a 

sensitivity check of the influence of the ratio PV-ST on the global performance has been performed.  

Simulations with different PV to Solar thermal area (ST) ratios area have been carried out in this sensitivity 

check. ST collectors are assumed in the east side of the roof, as explained in [18]. The results are depicted in 

Fig. 7. 

In this figure, X-axis shows % of available roof area with Solar thermal / PV. Assumed available roof area is 360 

m
2
, which equals 80% of the total roof surface of the building. The P.E (black line) depicts total Primary Energy 

input into the system, both regarding to NG and Electricity. The Net P.E. Input (green line) is calculated as 



15 
 

described in section 2.3. The purple line is the electricity produced (Elect. Prod.) by the system (by PV), both 

used onsite and exported. The grey dashed line represents the annual electricity exported to the grid 

(electricity which is not demanded by the system at the moment that it is produced). 

 

Fig. 7. ST-PV Ratio Vs Primary Energy input 

As shown in Fig. 7, the smaller the area covered with solar thermal (or what is the same, the greater the area 

with PV), the higher the electricity produced as well as exported (grey line), as could be expected. However, a 

smaller area with solar thermal collectors also implies a higher total Primary Energy input from the grid (Black 

line) as well as a higher net primary energy input (green line), due to higher use of the Auxiliary Boiler.  

According to this sensitivity evaluation, it can be confirmed that reducing ratio of solar thermal collectors in 

favour of more PV area in this option A does not involve improvements in the reduction of the net P. E. input.  

5.2.2 Improvement 2. Using the Heat Pump to preheat DHW 

Another possibility to improve the exergy performance of the option A is to minimize the use of the auxiliary 

boiler. For this aim, the use of the heat pump for preheating the DHW supply has been studied, assuming the 

heat pump to preheat the water before entering the thermal energy storage system (TES), as is shown in Fig. 8. 

This configuration is chosen in order for the heat pump to function as much as possible at the lowest 

temperatures (between the delivery temperature of the water and 30-35 degrees), where it performs best (i.e. 

reaches higher COP’s). Occasionally in summer this has the effect that the water is preheated by the HP while 

the solar energy would have sufficed, but this rarely occurs, also since the temperature of supply of the water 

in summer is already quite high and the HP is used little as a consequence.    
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Fig. 8. Scheme of the 2nd improvement. The left picture depicts the system in option A and C, and right picture 
depicts the improvement. 

Fig. 9 shows the HP input during a year. The grey line represents the HP input in the scenario of Case III-Option 

A, and the black one depicts the HP input in this scenario with improvement 2. The results show that in this 

way the heat pump can be used more often as it is used for preheating the DHW before entering the storage 

(TES). Consequently, the use of the auxiliary boiler is reduced, and the exergy input of natural gas from the grid 

decreases with about 65% in energy terms, from 3193 MJ/year to 1097 MJ/year. (in exergy terms, from 3033 

MJ/year to 1042 MJ/year). The exergy output of the auxiliary boiler for DHW also decreases significantly, with 

about 59% (from 299 MJ/year to 124 MJ/year). The exergy efficiency of the Auxiliary Boiler is also improved 

(from 0.10 to 0.12) since the ΔT is reduced (inlet-outlet)  

 

Fig. 9. Heat Pump input (Case I, in grey, Improved Case I, in Black) 
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This significantly reduced use of the auxiliary boiler results in a reduction of the net P.E. input of more than 

10%, from 10470MJ/year to 9361 MJ/year, as shown in Table 5. A detailed scheme of the improved system 

demand, component exergy losses and primary energy input is shown in Fig. 10. 

 

Fig. 10. Detailed analysis of the input and output in each component of the improved system. 

5.2.3 Combination of improvement 1 and 2 

 

Fig. 11. Detailed analysis of the input and output in each component of the system with the combination of 
improvements. 
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As a third option a combination of two improvements is evaluated, including an increased PV area on the roof 

as well as preheating the DHW by means of a heat pump, in order to reduce the use of the auxiliary boiler. The 

results from dynamic analysis show that this option could be considered the best of the evaluated ones 

according to its net primary energy input (8927 MJ/year), representing a reduction of required primary energy 

input of almost 15 % compared to the original Case III-option A.  Obviously, the results of this option are very 

sensitive to the applied primary energy factor (PEF) as was studied previously in [18].  

5.2.4 Overview of the tested improvements  

The results of all improved options are presented in Table 5. Concluding it can be stated that the insight from 

the exergy losses has in this case contributed to the further reduction of required net primary energy input. 

The influences of envisioned improvements however have to be tested using dynamic analysis in order to 

tackle possible negative side effects, as is the case with improvement 1. 

CASE P.E. Input  
[MJ/year] 

Elec. Exported  
[MJ/year] 

Net P.E.  
[MJ/year] 

Case III-A 14771 1946 10470 

Case III-A Improvement1 (PV 85%-TS 15%) 16744 2636 10918 
Case III-A Improvement2 (preheating by HP) 13421 1837 9361 
Case III-A. Improvement 3 ( Combination) 14472 2509 8927 

Table 5. Values of the Case A without improvements, with Improvement 2 (HP for DHW) and with the 
combination of 2 improvements (Net P.E. calculated according to procedure described in section 2.3) 

6 Conclusions 

Five different energy scenarios for a social dwelling in a multi-family building in Bilbao from the 1960’s have 

been analysed, using the exergy approach under dynamic conditions. Two reference cases (the original 

situation and the situation after standard renovation works) and three improved cases based on previous 

studies have been analysed. Possible further reduction of the required primary energy input of the improved 

options has been investigated using a detailed analysis of the exergy losses.  

Significant differences between energy and exergy performance of the systems and components are shown in 

this paper. As has been shown in other studies, the exergy approach complements and gives a more rational 

analysis than an analysis solely based on the energy approach. For all cases evaluated in this study several 

exergy losses have been revealed that cannot be identified using energy analyses. These losses represent the 

ideal thermodynamic improvement potential and indicate a direction for further improvement of the system.  
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The most important exergy losses revealed in this study which are not revealed using energy analysis are: 

exergy losses of heating systems using combustion or resistance heating (Annual energy losses in the electric 

heater system are negligible, but annual exergy losses are 17455 MJ/Year of the total losses of 71140 MJ/year, 

including losses in the P.E. transformation), exergy losses between the energy demand and the energy supplied 

by the emission system where the exergetic efficiency varies from 0.12 (using an electric heater) to 0.52 (using 

very low temperature floor heating); exergy losses of the combined heat and power (CHP) unit (21419  MJ/year 

of the total of 35111 MJ/year, including losses in the P.E. transformation), which are much bigger than its 

energy losses (3435 MJ/year), and the exergy losses in a heat pump (893 MJ/year and 1885 MJ/year, in Case III 

option A and C respectively), which are nonexistent in an energy approach. The quantification of the exergy 

losses as has been performed in this study directly shows which components are most responsible for the 

losses and thus are most responsible for the required input of resources.  

The analysis of the exergy losses has been used to develop further improvement of one exemplary case (Case 

III-Option A). The study has shown that this analysis of exergy losses can support the development of improved 

systems with reduced exergy losses and thus reduced high quality energy input. For the exemplary case studied 

in this paper the improved configuration has further reduced net primary energy input by almost 15 %. It is 

however noted that these results are very sensitive to the primary energy factors of the electricity production 

and it is therefore recommended to further investigate the calculation of the exergy of primary energy and to 

the implication of using national primary energy factors (PEF’s). 

According to this study the exergy approach has shown to be useful to improve energy system configurations, 

by quantifying the exergy losses at each energy system component. It is recommended to further investigate 

how exergy analysis can contribute to the improvement of energy systems for the built environment, also 

taking other requirements into account. 
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Appendix A. Building characteristics. 

In this appendix the building characteristics of the case study and the operational aspects relevant to its energy 

performance are presented. The data are based on reference values given by TRNSYS, CTE (Spanish Technical 

Building Code) and The Institute for Energy Diversification and Saving [28] 

A.1  Construction data 

The heat demand of the social housing unit has been calculated by means of TRNSYS simulation, with TYPE 56. 

A dwelling on the 4th floor of a multifamily building of 6 floors has been chosen, so the ceiling and floor of the 

study case have been considered adiabatic in the TRNSYS simulation. The physical properties of the building 

envelope components are presented in Table A. 1.  

No 
Function 

(*1) 
Or. 

Area 

 [m2] 

CASE 1 CASE 2 CASE 3 

U-Value 
[W/m

2
K] 

g-Value 
U-Value 
[W/m

2
K] 

g-Value 
U-Value 
[W/m

2
K] 

g-Value 

1-3 Façade W,S,E 56.9 1.49 - 0.59 - 0.375 - 

4-5 
Internal 
partition 

N 17.68 2.39 - 0.70 - 0.70 - 

6-7 
Ceiling and 

floor 
Hor. 3.97 2.23 - 2.23 - 2.23 - 

W 
Windows 

(*1) 
E, W. 10.55 5.68 0.855 2.83  0.755 2.83  0.755 

(* 1) Values for Solar Absorbance, Convective heat Transfer coefficient and Fsky are according to the standard values 

provided by TRNSYS. 

(*2) For windows only the U value of the glass is presented. The frame covers 15% of the total window surface and has a U-

value of 2,15 W/m²K in all cases. 

Table A. 1. Physical properties of the building envelope components 

A.2 Dwelling operation 

A.3.1 Overview 

 Infiltration Ventilation Internal Gains 
Heating 

Operation 
Demands 

 [(m
3
/h)/m

3
] [(m

3
/h)/m

3
] [kJ/h] [ºC] [w/m

2
] [l/h] 

 CI CII&III CI CII&III Occup. Lighting Appl. 
Set-Point 

Temp. 
Elect 

Demand 
DHW 

Demand 

00.00-06.00h 1.3 0.24 0 1.72 12,64 1,58 1,58 17 0.88 0 
06.00-07.00h 1.3 0.24 0 1.72 12,64 1,58 1,58 17 0.88 11 
07.00-08.00h 1.3 0.24 4 1.72 3,17 4,75 4,75 20 2.64 11 
08.00-09.00h 1.3 0.24 0 1.72 3,17 4,75 4,75 20 2.64 11 
09.00-15.00h 1.3 0.24 0 1.72 3,17 4,75 4,75 20 2.64 4 
15.00-18.00h 1.3 0.24 0 1.72 6,34 4,75 4,75 20 2.64 4 
18.00-19.00h 1.3 0.24 0 1.72 6,34 7.92 7.92 20 4.4 4 
19.00-21.00h 1.3 0.24 0 1.72 6,34 15,84 15,84 20 8.8 8 
21.00-23.00h 1.3 0.24 0 1.72 6,34 15,84 15,84 20 8.8 4 
23.00-00.00h 1.3 0.24 0 1.72 12,64 7.92 7.92 17 4.4 4 

Table A. 2. Schedules and operation values assumed in TRNSYS model 
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Table A.2 summarizes the different schedules for all relevant dwelling operation aspects.  It is noted that in the 

original situation there is a large infiltration rate but no controlled ventilation system is present; for this case it 

is assumed that the windows are one hour per day for fresh air (see ventilation column). 

A.3.2.2 Set point Temperatures. Operative Temperature. 

The TRNSYS software is programmed in such a way that the ideal heating demand calculation in principle reacts 

to the air temperature of a thermal zone, while for a more correct evaluation of comfort the operative zone 

temperature (Top) should be controlled. This control is in TRNSYS obtained using eq. A. 1 and eq. A. 2, where 

Tmean_surf is the average surface temperature of all surrounding (wall and window) surfaces in the zone. Tmean_surf  

is result of the TRNSYS simulation. (The set-point temperature is for this reason modelled as an input from the 

TRNSYS studio instead of a direct value in the TRNBUILD program). 

2

TT
T

cemean_surfaair

op


  eq. A. 1 

  2T5.0TT mean_surfspop,spair,   eq. A. 2 

A.3.2.4 Domestic Heating Water Demand (DHW) 

A daily demand of 101 litres of warm water is assumed, according to the schedule shown in Table A. 3, with a 

desired (output) temperature of 60 ºC. The water supply temperature is calculated using eq. A. 3, with an 

annual average supply temperature assumed at 15,4 ºC. The heat losses through the piping system are 

neglected. 

 8.1º5T If sup_out  DHWTC   

  DHWTC sup_out º5T If    34.15T2 out   
eq. A. 3 

 

 

A.4 Energy system components 

In table A.3 the assumed properties of the energy systems components are presented: Energy Efficiency  (if it 

is a fixed value), Inlet Exergy Factor, Outlet exergy Factor, and temperatures used for calculating the exergy 

factor when applicable. Equation 1 and 2 used for the calculation of the exergy factor are explained in section 2 

of this paper. 
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Component 
INPUT OUTPUT 

Tinl Tret F Tinl Tret F 

Demands 
Space heating N/A Ti 1 

N/A DHW N/A 60 ºC eq. A. 3. eq. 2 

Electricity N/A N/A 1 

Emission systems 

Elect. heater 1 N/A 1(Electricity) 150 ºC eq. 1 

H.T. Rad. 0.9 70 ºC 55º C eq. 2 70 ºC 55º C eq. 2 

L.T. Rad. 0.9 40 ºC 35 ºC eq. 2 40 ºC 35 ºC eq. 2 

V.L.T. floor 0.9 35 ºC 30 ºC eq. 2 35 ºC 30 ºC eq. 2 

Conversion components 

Boiler 0.9 N/A 0.95 (NG) DHW or emission system eq. 2 

Heat Pump (*1) N/A 1(Electricity) 35 ºC 30 ºC eq. 2 

CHP 
(elec/thermal) 

0.28/ 
0.63 

N/A 0.95 (NG) 80 ºC 60 ºC 
1(Electricity) / 

eq. 2 

Solar Thermal 0.44 N/A 0.95 (Sol) 80 ºC Type 4 eq. 2 

PV 0.15 N/A 0.95 (Sol) N/A 1(Electricity) 

Storage 

H.T. TES 0.9 80 ºC 60 ºC eq. 2 (DHW) 

M.T. TES  0.9 60 ºC 40º C eq. 2 40 ºC 35 ºC eq. 2 

Primary energy conversion (P.E.C.) of grid electricity and grid gas. 

P.E.C. elec 0.45(*2) 
Primary energy, F is assumed 1 (*3) 

1(Electricity) 

P.E.C. gas 0.93 (*2) 0.95 (NG)  
(*1) The COP of the heat pump is calculated assuming a performance of 50% of the Carnot COP [8]. 

(*2) These values are the inverse of the following primary energy factors taken from  [9]: PEFElect= 2.21 and PEFNG=1.07, for 

electricity and gas respectively. 

(*3) the exergy content of the primary energy is in fact dependent on the mix of resources used to obtain the energy 

output. But this calculation is out of the scope of this research. 

Table A.3: Properties of the energy system component for each case 

A.5 Assumptions and calculations 

The calculations are based on the input-output approach. The simulation of several components has been 

developed in a simplified way, based in their energy efficiency in each time steep of the simulation. However, 

in some specific components dynamic assumptions have been considered, as it is described below.  

7.1.1 Heat Recovery. (Type 91) 

An Efficiency of 60% is assumed in the Heat Recovery Unit.  According to ventilation criteria shown in [18] 

ventilation air temperature is ruled by eq. A 4: 

 HRvent TTC  º23T If in   

 

 outvent TTC  º23T If in  

eq. A 4 

7.1.2 Heat Pump 

For simulating the Heat Pump performance, Type 42 of the standard TRNSYS component library has been used. 

The COP is calculated assuming a performance of 50% of the Carnot COP [29]. The thermodynamic equivalent 
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temperatures of TH (load side) and TL (source side) are used for the calculation of COPCarnot, assuming a load 

temperature according to the required input of the emission system (in case of floor heating 35-30 degrees and 

in case of low temperature radiators 40-35 degrees) and a source temperature of the outdoor temperature 

with 5 degrees temperature drop as a result of the heat intake by the heat pump. A maximum electricity input 

in the Heat Pump of 0.8 kW is assumed and an auxiliary boiler is assumed to cover the remaining demand if 

present. 

7.1.3 Thermal Energy Storage (TES) 

For simulating the TES tank in principle a simplified approach is taken. In this simplified approach in fact no 

storage effect is taken into account; the losses caused by the storage are simply included in a steady state 

manner. This simplified approach means the component delivering the thermal energy to the storage device is 

thus supposed to deliver the energy at the time step it is demanded by the system taking energy from the 

storage tank (i.e. the emission system for space heating or DWH demand profile). This simplification is 

considered acceptable since the aim is to the study the energy and exergy losses and not the optimization of 

the storage strategy. 

For the analysis of option A and C however, where solar thermal energy is used to deliver the DHW demand the 

storage has to be taken into account more dynamically since the profiles of supply (the solar radiation) and 

demand (DHW profile) do not match. For these cases TRNSYS type 4a has been used, with the following 

assumptions: 

- The tank volume is considered is 0.23 m
3
 (230 litres) 

It is calculated according to Qstored=V cpT, where Qstored= the daily heat demand for DHW (QDHW=  7,031 

MJ/year = 19263 kJ/day), T  is based on a supply inlet temperature from the solar collectors of 80 °C  and a 

return temperature of 60 °C.  

N.B. In reality probably a larger tank will be used to provide DHW for the whole building. This means 

transmission losses will be less but some distribution losses will increase. 

- The Tank Loss Coefficient is considered 0.35 W/m
2
K,  considering 10 cm insulation material (=0.035 W/mK) 

- The demand side flowrate is resulting from the DHW demand profile described in Table A.2. 

- The load (or supply side) flowrate is equal to the flowrate assumed for the solar collector (see also Fig 10 for 

this configuration). It is calculated using eq. A 5, where Qcoll = the thermal heat available from the collector, 
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Tout,coll is the desired output temperature of the collector of 80 °C and Treturn,TES, is the temperature of the 

load side return flow from the TES, resulting from type 4a. Practical limitations to maximum and minimum 

flowrate are neglected.  

, ,( )

coll

out coll return TES p

Q
m

T T c


 
 eq. A 5 

7.1.4 CHP  

CHP supplies a maximum thermal power of 3 kW per dwelling (108kW unit) When the TES of High Temperature 

(TESHT input) demand is higher than that value, the rest of the demand is supply by an auxiliary Boiler. 

Moreover, it is assumed that the CHP is running in function to the demand (In a real case it could be running for 

a continued period and storage the energy in the TES) 

According to these assumptions, the equations which rule the working of CHP in the model are defined in eq. A 

6, eq. A 7 and eq. A 8.: 

            

inpTESHToutpCHP QQkJ ,, inpTESHT, 10800Q If   

kJQkJ outpCHP 1080010800Q If , inpTESHT,   
eq. A 6   

 

QCHP,outp CHP,inp CHP, QQ   eq. A 7    

 

ECHP,inpCHP,outp CHP, QE   eq. A 8 

Where the electric η of the CHP is assumed as a constant value of 0.28 and the thermal η of the CHP is assumed 

as a constant value of 0.63.  

7.1.5 Transformation to Primary Energy 

The Total Primary energy is obtained from the sum of the different primary energy supplied to Auxiliary Boiler 

and CHP (By means of Natural Gas) and electricity supply. The conversion factors assumed has been taken from 

[30]. These factors are FNG=1.07 and FElect= 2.21.  

P. Ex. of electricity could be calculated more in detail based on the electricity mix, by calculating the exergy 

value of each source (Nuclear, wind, solar…) and weighting them according to the electricity mix of the country. 

In this paper, however, a simplification has been done, assuming that Primary energy equals Primary Exergy.  
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8 Nomenclature 

A [m
2
] Area PE  Primary Energy 

cp [J kg
-1

 K
-1

] Isobaric heat capacity PEF [-] Primary Energy Factor 

D [MJ/y] Annual exergy destruction Q [MJ/y] Heat and sensible heat 

E [MJ/y] Electricity T [ºC] Air Temperature 

F [-] Exergy Factor U [W m
-2

 K
-1

] Heat transfer coefficient 

L [MJex/y] Annual exergy losses V [m
3
] Volume 

m [kg] Mass x [MJex/y] Exergy 


m  
[kg/s] Mass flow rate 

Greek symbols 

 [-] Exergy Efficiency 

 [-] Energy Efficiency 

Subscripts 

CHP Related to co-generation system out Outdoor 

DHW Related to Domestic hot water outl Outlet 

del Delivered outp Output 

dem Demand ret return 

E Related to electricity sp Set-point (Temperature) 

exp Exported sol Solar gains 

H Related to heating system ST Related to Solar Thermal. 

HR Related to Heat Recovery sup Supply 

i Stream TES Related to Thermal Energy Storage system 

in Indoor TESHT Related to Thermal Energy Storage system (High Temp.) 

inl Inlet TESLT Related to Thermal Energy Storage system (Low Temp.) 

inf Infiltrations trans Transmission 

Inp Input vent Ventilation 

int Internal gains X Related to exergy 

op Operative (Temperature) 0 Reference 
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